On the calibration and application of heat flux sensors on buried district heating pipes - DTU Orbit (16/12/2018)

On the calibration and application of heat flux sensors on buried district heating pipes

General information
State: Published
Organisations: Department of Energy Engineering
Contributors: Pedersen, J. D., Behm, B.
Pages: 1041-1048
Publication date: 2000
Peer-reviewed: Yes

Publication information
Journal: International Journal of Energy Research
Volume: 24
Issue number: 12
ISSN (Print): 0363-907X
Ratings:
BFI (2018): BFI-level 1
Web of Science (2018): Indexed yes
BFI (2017): BFI-level 1
Scopus rating (2017): CiteScore 2.72 SJR 0.764 SNIP 0.941
Web of Science (2017): Impact factor 3.009
Web of Science (2017): Indexed yes
BFI (2016): BFI-level 1
Scopus rating (2016): CiteScore 2.44 SJR 0.744 SNIP 0.891
Web of Science (2016): Impact factor 2.598
Web of Science (2016): Indexed yes
BFI (2015): BFI-level 1
Scopus rating (2015): CiteScore 2.52 SJR 0.889 SNIP 1.06
Web of Science (2015): Impact factor 2.529
BFI (2014): BFI-level 1
Scopus rating (2014): CiteScore 2.56 SJR 1.034 SNIP 1.338
Web of Science (2014): Impact factor 2.418
BFI (2013): BFI-level 1
Scopus rating (2013): CiteScore 2.71 SJR 1.043 SNIP 1.641
Web of Science (2013): Impact factor 2.737
ISI indexed (2013): ISI indexed yes
BFI (2012): BFI-level 1
Scopus rating (2012): CiteScore 2.2 SJR 1.076 SNIP 1.412
Web of Science (2012): Impact factor 1.987
ISI indexed (2012): ISI indexed yes
Web of Science (2012): Indexed yes
BFI (2011): BFI-level 1
Scopus rating (2011): CiteScore 2.24 SJR 1.012 SNIP 1.349
Web of Science (2011): Impact factor 2.122
ISI indexed (2011): ISI indexed yes
BFI (2010): BFI-level 1
Scopus rating (2010): SJR 1.114 SNIP 1.325
Web of Science (2010): Impact factor 1.86
BFI (2009): BFI-level 1
Scopus rating (2009): SJR 1.027 SNIP 1.208
BFI (2008): BFI-level 1
Scopus rating (2008): SJR 0.589 SNIP 0.778
Web of Science (2008): Indexed yes
Scopus rating (2007): SJR 0.584 SNIP 1.012