Alkali chloride induced corrosion of superheaters under biomass firing conditions: Improved insights from laboratory scale studies

Okoro, Sunday Chukwudi; Montgomery, Melanie; Jappe Frandsen, Flemming; Pantleon, Karen

Published in: Proceedings of The Nordic Flame Days 2015

Publication date: 2015

Document Version Peer reviewed version

Citation (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

- Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
- You may not further distribute the material or use it for any profit-making activity or commercial gain
- You may freely distribute the URL identifying the publication in the public portal

If you believe that this document breaches copyright please contact us providing details, and we will remove access to the work immediately and investigate your claim.
Alkali chloride induced corrosion of superheaters under biomass firing conditions: Improved insights from laboratory scale studies

Sunday Chukwudi Okoro1*, Melanie Montgomery1, Flemming Jappe Frandsen2, Karen Pantleon1

1 Department of Mechanical Engineering, Technical University of Denmark, Kongens Lyngby, Denmark
2 Department of Chemical and Biochemical Engineering, Technical University of Denmark, Kongens Lyngby, Denmark

*sunoko@mek.dtu.dk

One of the major operational challenges experienced by power plants firing biomass is the high corrosion rate of superheaters. This limits the outlet steam temperature of the superheaters and consequently, the efficiency of the power plants. The high corrosion rates have been attributed to the formation of corrosive deposits (rich in alkali chlorides) on the surfaces of the superheaters. Accordingly, an extensive number of fundamental investigations have been undertaken to understand the basic mechanisms behind the alkali chloride induced high temperature corrosion of superheaters (for example, [1–3]). However, complete understanding of the corrosion mechanism under biomass-firing conditions has not yet been achieved. This is attributed partly to the complex nature of the corrosion process since there are many species produced from fuel combustion which can interact with one another and the steel surface. Many studies have focused on specific parameters such as, deposit composition (KCl, K2SO4, K2CO3, etc.) or gas species such as HCl, SO2, H2O [4–6], however, more research is necessary to understand the interaction of deposits and gas mixtures with each other and metallic superheater materials.

Motivated by this, the effect of different flue gas components on the corrosion of a typical superheater material (TP 347H FG) was investigated under well controlled laboratory conditions. Sets of high temperature corrosion exposures were carried out in a dedicated corrosion test rig [3] at 560 °C for 72 h using both deposit (KCl) coated and deposit-free samples in varying gas mixtures. Exposure of deposit-free samples in the gas mixtures helped to reveal the extent of attack caused solely by the gaseous species present in each studied atmosphere.

The laboratory exposures were performed to reveal the effect of chlorinating and sulphidizing species present in the flue gas resulting from biomass-firing on the corrosion process. To achieve this, the simulated atmospheres in the laboratory exposures were: i) oxidizing (comprising of CO2 – H2O – O2), ii) oxidizing/sulphidizing (comprising of O2 – H2O – CO2 – SO2) or iii) oxidizing/chlorinating (comprising of O2 – H2O – CO2 – HCl). In addition, samples were exposed under a complex flue gas corresponding to that measured in a straw-fired power plant (O2 – H2O – CO2 – HCl – SO2) [7]. The concentration of the gas species in the exposures amounted to: 13.4 % H2O, 10.4 % CO2, 5.2 % O2, 52 ppmv SO2 and 348 ppmv HCl.

To evaluate the effect of the different atmospheres, comprehensive characterization of the corrosion products was carried out. This involved both cross-sectional and plan-view
characterization employing X-ray diffraction, scanning electron microscopy and energy dispersive spectroscopy as complementary methods.

Results obtained from the systematic exposures where KCl was a deposit revealed that the extent of corrosion and the morphology of corrosion products depend on the flue gas composition (Fig. 1). Accordingly, the corrosion mechanisms are different.

![Micrographs showing overview of corrosion products after exposure to KCl deposit under (a) an oxidizing atmosphere, (b) an oxidizing/chlorinating atmosphere, (c) an oxidizing/sulphidizing atmosphere and (d) an atmosphere mimicking straw-firing.](image)

In the absence of both SO$_2$ and HCl, Cr and Fe were preferentially attacked leading to the formation of Fe and Cr rich oxides. The corrosion morphology suggests a KCl-induced chlorination attack under such oxidizing conditions (Fig. 1a). However, with HCl in the flue gas, a simultaneous effect of both KCl and HCl is observed from the very porous and heterogeneous morphology of the corrosion products (Fig. 1b). Specifically, the presence of SO$_2$ in the gas leads to the formation of a sulphate layer due to its reaction with the deposit (KCl) [8]. The SO$_2$ effect was dependent on whether HCl was present or not. In the absence of HCl, the morphology and chemical composition of corrosion products (Fig. 1c) suggests that the predominant reaction is a SO$_2$ inflicted type II hot corrosion attack intensified by Cl,
whereas the corrosion attack in the presence of HCl (Fig 1d) involved both chlorination and sulphidation mechanisms.

Generally, the extent of corrosion attack on deposit coated samples was more severe than on deposit-free samples. However, for the specimens without KCl deposit, the presence of HCl in the oxidizing/chlorinating atmosphere caused the highest degree of corrosion attack.

On the basis of results from this investigation, it is suggested that in the absence of HCl (corresponding to an oxidizing/sulphidizing atmosphere), in-deposit sulphation of KCl particles will promote superheater corrosion by a chlorine activated sulphidation mechanism. However, the corresponding exposure with only an oxidizing/sulphidizing gas mixture resulted in minimal corrosion attack suggesting a positive effect of SO$_2$ when KCl is not present.

References


