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Abstract

District heating networks are commonly addressed in the literature as one of the most effective solutions for decreasing the 
greenhouse gas emissions from the building sector. These systems require high investments which are returned through the heat
sales. Due to the changed climate conditions and building renovation policies, heat demand in the future could decrease, 
prolonging the investment return period. 
The main scope of this paper is to assess the feasibility of using the heat demand – outdoor temperature function for heat demand 
forecast. The district of Alvalade, located in Lisbon (Portugal), was used as a case study. The district is consisted of 665 
buildings that vary in both construction period and typology. Three weather scenarios (low, medium, high) and three district 
renovation scenarios were developed (shallow, intermediate, deep). To estimate the error, obtained heat demand values were 
compared with results from a dynamic heat demand model, previously developed and validated by the authors.
The results showed that when only weather change is considered, the margin of error could be acceptable for some applications
(the error in annual demand was lower than 20% for all weather scenarios considered). However, after introducing renovation 
scenarios, the error value increased up to 59.5% (depending on the weather and renovation scenarios combination considered). 
The value of slope coefficient increased on average within the range of 3.8% up to 8% per decade, that corresponds to the 
decrease in the number of heating hours of 22-139h during the heating season (depending on the combination of weather and 
renovation scenarios considered). On the other hand, function intercept increased for 7.8-12.7% per decade (depending on the 
coupled scenarios). The values suggested could be used to modify the function parameters for the scenarios considered, and 
improve the accuracy of heat demand estimations.
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Abstract 

Ultra-low temperature district heating (ULTDH) substations may be an important enabler for integrating higher 
shares of renewables and waste heat in the district heating (DH) network. In the paper, we describe a concept and first 
experimental results for producing domestic hot water (DHW) at DH supply temperatures of 45°C. The substation 
utilises a heat pump for boosting the DH temperature up to approximately 60°C to an accumulation tank, after which 
the DHW can be produced on demand for temperatures up to 55°C. Additionally, the system included a separate heat 
pump to supply the DHW circulation heat demand. The DH accumulator tank provides load shift opportunities, which 
is important going towards the integrated, flexible and renewable based future energy system. The two heat pumps 
operate with a COP of approximately 5, which results in representative share of approximately 11-13 % electricity to 
supply the DHW including circulation.   
 
© 2018 The Authors. Published by Elsevier Ltd. 
This is an open access article under the CC BY-NC-ND license (https://creativecommons.org/licenses/by-nc-nd/4.0/)  
Selection and peer-review under responsibility of the scientific committee of the 16th International Symposium on District 
Heating and Cooling, DHC2018. 

Keywords: Heat Booster Station, Ultra Low Temperature District Heating, Load Shift, Heat Pump, 4th Generation District Heating 

 

 
* Corresponding author. Tel.: +45 74882222; fax: +45 74 7449 0949 
E-mail address: jet@danfoss.com 

 

Available online at www.sciencedirect.com 

ScienceDirect 

Energy Procedia 00 (2018) 000–000  
www.elsevier.com/locate/procedia 

 

1876-6102 © 2018 The Authors. Published by Elsevier Ltd. 
This is an open access article under the CC BY-NC-ND license (https://creativecommons.org/licenses/by-nc-nd/4.0/)  
Selection and peer-review under responsibility of the scientific committee of the 16th International Symposium on District Heating and Cooling, 
DHC2018.  

16th International Symposium on District Heating and Cooling, DHC2018,  
9–12 September 2018, Hamburg, Germany 

Field experience with ULTDH substation for multifamily building 
Jan Eric Thorsena*, Torben Ommenb 

aDanfoss A/S, Nordborgvej 81, 6430 Nordborg, Denmark 
bDepartment of Mechanical Engineering, Technical University of Denmark, Niels Koppels Allé, 2800 Kgs. Lyngby, Denmark  

Abstract 

Ultra-low temperature district heating (ULTDH) substations may be an important enabler for integrating higher 
shares of renewables and waste heat in the district heating (DH) network. In the paper, we describe a concept and first 
experimental results for producing domestic hot water (DHW) at DH supply temperatures of 45°C. The substation 
utilises a heat pump for boosting the DH temperature up to approximately 60°C to an accumulation tank, after which 
the DHW can be produced on demand for temperatures up to 55°C. Additionally, the system included a separate heat 
pump to supply the DHW circulation heat demand. The DH accumulator tank provides load shift opportunities, which 
is important going towards the integrated, flexible and renewable based future energy system. The two heat pumps 
operate with a COP of approximately 5, which results in representative share of approximately 11-13 % electricity to 
supply the DHW including circulation.   
 
© 2018 The Authors. Published by Elsevier Ltd. 
This is an open access article under the CC BY-NC-ND license (https://creativecommons.org/licenses/by-nc-nd/4.0/)  
Selection and peer-review under responsibility of the scientific committee of the 16th International Symposium on District 
Heating and Cooling, DHC2018. 

Keywords: Heat Booster Station, Ultra Low Temperature District Heating, Load Shift, Heat Pump, 4th Generation District Heating 

 

 
* Corresponding author. Tel.: +45 74882222; fax: +45 74 7449 0949 
E-mail address: jet@danfoss.com 

http://crossmark.crossref.org/dialog/?doi=10.1016/j.egypro.2018.08.184&domain=pdf


198 Jan Eric Thorsen et al. / Energy Procedia 149 (2018) 197–205
2 Author name / Energy Procedia 00 (2018) 000–000 

1. Introduction 

To achieve the goal of 100 % renewable (RE) heat and power supply and increased energy efficiency, utilization 
of available RE resources is important. In this context, the benefits of ultra-low temperature district heating 
(ULTDH) are multiple. First, heat losses from the DH network can be reduced, which also becomes increasingly 
important in the future heat supply to low energy buildings, in order to keep relative and absolute network heat 
losses at an appropriate level. Second, ULTDH enables the use of a higher share of low temperature renewable 
energy resources such as solar, geothermal and industrial waste heat. If a heat pump is needed in order to utilize 
such heat sources, the low supply temperature allows significantly improved coefficient of performance (COP) of 
the utility plant [1]. Lowering the supply temperature may further facilitate individual customers to act as prosumers 
in case of waste heat generation at an appropriate temperature level. Moreover, ULTDH in local networks opens for 
possibility to connect new users to existing DH systems without large additional capacity investments. The ULTDH 
concept, with it the option of thermal and electric load shift, is one of the possible solutions going towards the 4 
generation DH system [2].  

 
The viability of low temperature district heating (LTDH) consumer with around 55 °C supply temperature has 

been proven and demonstrated in Denmark [3]. With it, it is possible to prepare DHW water at 50 °C without any 
additional energy source for boosting the temperature. However, the lower temperature heat sources down to 40-45 
°C, which are sufficient for space heating most of the heating season and for floor heating in general, cannot be 
utilized directly in LTDH systems due to DHW temperature requirements. A reduction of supply temperature to 40 
°C would in Denmark allow additional 10.000 TJ from waste heat sources, if solar thermal waste heat is excluded 
[4]. 

For these reasons, the ULTDH has attracted significant academic interest in recent years. Several studies show 
that the use of booster heat pumps allows reduced supply and return temperatures in the network and thereby 
provide a decrease in transmission losses and a different optimal relation between heat and pumping losses [5–7]. 
Assuming the ULTDH supply at 44 °C to originate from centralised heat pumps, the use of booster heat pumps 
results in an increase of 12 % in the overall performance compared to direct supply at above 60 °C [5]. By further 
improving the booster technology, the performance potential increase is approximately 17 % [8]. In case the DH 
was produced by CHP plants, the ULTDH resulted in a decrease of approximately 20 % compared to LTDH. 

In order to take advantage of the multiple benefits of the ULTDH system, a substation was developed for 
multifamily buildings, based on a micro-booster concept for individual single-family houses [9,10]. The consumer 
DH unit boosts the temperature of the district heating water for DHW preparation and circulation, whereas the space 
heating is supplied directly by the ULTDH. In the paper, we present the integration methodology of the high 
efficiency heat pump as well as the layout of the substation. Further, the case study of the building and the 
implementation of the system is presented. The results show the first operational experience from the test 
installation site in Copenhagen, as part of the EnergyLab Nordhavn project. 
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2. Methods 

2.1. The ULTDH concept 

With the supply temperatures of DH below the needed temperature for producing DHW at 55°C by a direct heat 
exchange process, the temperature had to be raised or boosted. For this purpose, an electric driven heat pump was 
applied. In the developed heat booster station, this increase was obtained by use of heat pumps at the primary side, 
which utilized the supply of DH as the heat source. In cases where the DH network is used as the heat source, it is 
important that a significant amount of the heat originates from natural resources, such as heat pumps utilizing RE or 
solar thermal units, or waste heat, such as flue gas condensation, in order for the ULTDH system to exceed the 
performance of systems with LTDH. The conceptual layout of the system was chosen from a range of designs, in 
order to obtain the best thermodynamic performance of the HBS, and with it the highest coefficient of performance 
of the heat pump, for any DH supply between 35°C and 47°C [11].  

2.2. The basic principles for the installed heat booster station 

Due to capacity costs and the start-up dynamics of a heat pump, a tank for heat accumulation was introduced. The 
tank itself also enables load shifting in relation to electricity consumption as well as DH consumption. Due to 
legionella risks, it was decided to place the tank on the primary side and utilise an instantaneous heat exchanger for 
heating the DHW when tapped. The heat booster station (HBS) was designed and sized for operation in a 
multifamily building. 
 

The overall concept of the HBS is shown in Fig. 1. Pls. note the system is simplified, which means systems 
related to heat pumps, control equipment and additional hydraulic and electric systems are not shown. 

 

 
Fig. 1. Basic layout of the heat booster substation 

 
The principle for the main heat pump is that the DH supply flow is split into two. The first part is led trough the 

condenser of the heat pump, where it is heated or boosted to 60°C-65°C and let into the DH accumulation tank. The 
second part is led trough the evaporator, where it’s cooled down to e.g. 25°C and thus acts as the heat source for the 
heat pump. 
 

To avoid the DHW circulation impacting the DH accumulation tank, by means of fast discharge and loss of the 
thermal stratification, a separate heat pump was applied for maintaining the DHW circulation temperature. The heat 
source was chosen to be the ULTDH supply, or from the bottom of the accumulation tank, in case the temperatures 
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are suitable. The buildings space heating circuit was operated in parallel to the DHW system and is not a part of the 
HBS.  

2.3. Installation in the Building 

The HBS unit was installed in Havnehuset located at the Nordhavn area of Copenhagen. The heat demand 
originated from supplying DHW and DHW circulation to 22 flats by 8 risers.10 flats are in a 5-storey setup, and 12 
flats are in a 3-storey setup, where the upper flats are in 2 storeys. The building is shown in Fig 2. 

 
Fig. 2. Havnehuset located at the Nordhavn area of Copenhagen 

 
The HBS consists of 4 parts; the prefabricated station or HBS module (including valves, meters, sensors, 

controllers, pump, pipes, heat exchanger for DHW and electrical cabinet), a prefabricated large heat pump (main) 
for the DH tank charging, a prefabricated (small) heat pump for the DHW circulation and two DH storage tanks of 
each 750 litres volume. The HBS concept can be realised with only one tank, but two was decided due to available 
space. 

  
Fig. 3. (a) HBS installed in technical room; (b) Part of HBS unit with both tanks 



 Jan Eric Thorsen et al. / Energy Procedia 149 (2018) 197–205 201
 Author name / Energy Procedia 00 (2018) 000–000  5 

 
The 4 modules are shown on Fig. 3.Error! Reference source not found., where the heat pumps are placed in the 

front of the left figure. 
 

For the purpose of the field evaluation, the HBS system was installed as add-on to the existing DHW system of 
the building. The existing space heating system was operated in the usual way, but supplied by ULTDH. For the 
sake of obtaining field experience, the ULTDH was established by a mixing loop, see Fig. 4.  

Fig. 4. HBS parallel integration into existing heating/DHW system 

3. Results and discussion 

3.1. Field Experience 

The main field experience and operational data are presented and discussed in this section. The data is time 
varying and they are presented as plots with the time as the x-axis. The analysis was based on two months of 
operation, but data examples are specifically given for Monday 12.03.2018 and Sunday 18.03.2018. Fig. 5 shows 
the DHW tapping profile for two days. Maximum tapping flow is approx. 1,5 m3/hr, corresponding to a capacity of 
78 kW. The HBS can keep the DHW temperature of approx. 55°C during all tapping’s and no shortages of the 
DHW supply has been seen. 
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Fig. 5. DHW tapping during the day, a week day and a week-end day 

It can be seen, that the amount of tapped DHW at 55°C was lower on the week days compared to the week-end 
days. In this example, for the week day it was 2.540 liters, where it was 2.905 liters in the week-end day. Further, 
during the week-day the tapping was more concentrated around the morning and evening hours, whereas the tapping 
was spread out during the week-end day and with a time delay in the morning. 

 

Fig. 6. Charging profile of HBS 

The charging profile for the HBS of the 12.03.2018 can be seen on Fig. 6. The DH tanks were charged twice this 
day, at around 9 o´clock and 19 o´clock. When the tank top was below 56°C (T tank top #1) a charging was started 
and when the tank bottom temperature (T tank #5) was above 46°C, the charging was stopped. The main heat pump 
condenser boosts the charging temperature from approx. 45°C (T DH flow) to 63°C (T L-HP flow to tank), where 
the evaporator returns the DH water at a temperature of approx. 24°C (T L-HP return). The tapped DHW is shown 
as well (Q DHW). During charging of the DH tank, the flow through the condenser was approx. 730 l/hr, whereas 
the flow through the evaporator was 530 l/hr. DH temperatures in different vertical locations of the tank are shown 
as T tank top #1 to T tank #5. 
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Fig. 7. Electric consumption of heat pumps 

The electric power for operating the main heat pump was approx. 3 kW (P L-HP) and the power for operating the 
circulation (small) heat pump was 0,6 kW (P S-HP). The accumulated electric consumption for the two heat pumps 
are shown as well (E L-HP and E-S HP). The operation time of the main heat pump, based on the figures above, was 
3,25 hr pr. day, resulting in consumption of 9,3 kWh, whereas the consumption for the small heat pump was 14,2 
kWh. Totally the daily electric consumption this day was 23,5 kWh. On a yearly basis this adds up to 8.600 kWh of 
electricity. 
 

The main heat pump condenser was boosting the temperature from 45°C to 63°C, at a flow of 730 l/hr. This 
corresponds to a capacity of 15 kW. With an electric consumption of 3 kW, the COP was 5,0, which is as expected. 
Other operational modes occur, e.g. when DH supply temperature or the HP evaporator outlet temperature is 
changed. 
 

The small heat pump condenser was heating the DHW circulation temperature from 50°C to 55°C, at a 
circulation flow of 540 l/hr, this corresponds to a capacity of 3,1 kW. With an electric consumption of 0,6 kW, the 
COP was 5,2, which is as expected. Other operational modes occur. 

 

Table 1. Essential performance of HBS based on two days 

HBS data pr. Day Monday 
12.03.2018 

Sunday 
18.03.2018 

Vol DHW [liters] 2.540 2.905 

DHW Energy [kWh] 133 152 

DHW Circ. Energy [kWh] 

DH Energy [kWh] 

Main HP Electric cons. [kWh] 

Circ. HP Electric cons. [kWh] 

Electric share [%] 

DH weighted flow temp. [°C] 

DH weighted return temp. [°C] 

Energy Bal. (In – Out) [kWh] 

78,1 

181 

9,3 

14,2 

11,1 

44,0 

30,5 

-6,5 

77,5 

204 

11,7 

14,2 

11,3 

44,0 

29,1 

0,4 
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Table 1 includes the essential performance of the HBS for the two days. The main performance data relates to the 
share of electric consumption, which was approx. 11% of the used electric and DH energy, the DH inlet temperature 
of 44°C and DH return temperature of approx. 30°C. To understand the low electric share, it should be noted that 
e.g. out of 133kWh for DHW, the 49 kWh were boosted via the main heat pump condenser and the remaining 
84kWh were directly from the DH supply. This also explains why the main heat pump electric consumption is lower 
than the circulation heat pump, even the DHW energy consumption is higher than the DHW circulation heat loss. 
The electric share depends on the use of DHW, in case of no DHW use at all, and still considering the tank to be 
charged, the electric share would be approx. 30%. In case the DH tank is not charged the electric share would 
correspond to the cop of the circulation heat pump, approximately 20%. In case of a low DHW consumption, e.g. 
one measured day of 1.318 liters of DHW, the electric share was 15,7%. 

3.2. Load shift potential 

Based on the field experience so far, the capacity during charging of the tank is 3,0 kW electric and 30 kW 
thermal from DH net. Based on 4 hrs. charging time pr. day, the load shift potential becomes: 
 
Electric load shift potential:    12 kWh/day 
DH load shift potential:     120 kWh/day 
 

Comparing this to the heat demand pr. day of the building, which is in the design peal load range of 50 kW, and 
considering shifting this 5 hrs, the load shift potential for heating becomes 250 kWh/day, and this for peak load. On 
a yarely basis the average load shift potential is less than half, meaning that for a new building of this type, the load 
shift potential of DHW is in the same range as for the heating system. No load shift potential is present for the 
circulation heat pump, since its running continuously. 

4. Conclusion 

Based on the first field experience for the HBS, it can be concluded that the HBS unit is successfully installed, 
tested and operating. The DHW is produced at 55°C, DHW circulation is made at 50-55°C, with a DH supply 
temperature of approx. 45°C and a DH return temperature of approx. 30°C. The share of electric energy 
consumption for DHW and DHW circulation is 11-16%, depending on the measured DHW consumption. The 
representative electric share is around 11-13 %. The electric load shift potential is limited to approx. 12 kWh/day, 
whereas the DH load shift potential is approx. 120 kWh/day. On a yearly basis this is the same range as the load 
shift potential based on the buildings passive thermal capacity. The DH return temperature could be reduced further, 
e.g. by compromising the cop of the heat pumps and added heat pump capacity. 

Acknowledgement 

The work presented in this paper is a part of the Danish EUDP funded EnergyLab Nordhavn – New Urban 
Energy Infrastructures, is a lighthouse project which will continue until the year of 2019. The project will use 
Copenhagen’s Nordhavn as a full-scale smart city energy lab, which main purpose is to do research and to develop 
and demonstrate future energy solutions of renewable energy. [www.energylabnordhavn.dk] 

 

References 

[1] Ommen T, Markussen WB, Elmegaard B. Heat pumps in combined heat and power systems. Energy 
2014;76:989–1000. doi:10.1016/j.energy.2014.09.016. 

[2] Lund H, Werner S, Wiltshire R, Svendsen S, Thorsen JE, Hvelplund F, et al. 4th Generation District Heating 
({4GDH}). Integrating smart thermal grids into future sustainable energy systems. Energy 2014;68:1–11. 

 



 Jan Eric Thorsen et al. / Energy Procedia 149 (2018) 197–205 205
 Author name / Energy Procedia 00 (2018) 000–000  9 

[3] Christiansen CH, Dalla Rosa A, Brand M, Olsen PK, Thorsen JE. Results and experiences from a 2-year 
study with measurements on a low-temperature DH system for low energy buildings. 13th Int Symp Dist 
Heat Cool 2012:87–94. 

[4] Bühler F, Fridolin M, Huang B, Andreasen JG, Elmegaard B. Mapping of low temperature heat sources in 
Denmark. ECOS 2015 28th Int Conf Effic Cost, Optim Simul Environ Impact Energy Syst 2015. 

[5] Ommen T, Thorsen JE, Markussen WB, Elmegaard B. Performance of ultra low temperature district heating 
systems with utility plant and booster heat pumps. Energy 2016. doi:10.1016/j.energy.2017.05.165. 

[6] Köfinger M, Basciotti D, Schmidt RR, Meissner E, Doczekal C, Giovannini A. Low temperature district 
heating in Austria: Energetic, ecologic and economic comparison of four case studies. Energy 2016;110:95–
104. doi:10.1016/j.energy.2015.12.103. 

[7] Østergaard PA, Andersen AN. Booster heat pumps and central heat pumps in district heating. Appl Energy 
2016;184:1374–88. doi:10.1016/j.apenergy.2016.02.144. 

[8] Zühlsdorf B, Meesenburg W, Ommen TS, Thorsen JE, Markussen WB, Elmegaard B. Improving the 
performance of booster heat pumps using zeotropic mixtures. Energy 2018;154. 
doi:10.1016/j.energy.2018.04.137. 

[9] Markussen M, Elmegaard B, Ommen T, Brand M, Eric Thorsen J, Iversen J. EUDP 11-I, J. nr. 64011-0076 
Heat Pumps for Domestic Hot Water Preparation in Connection with Low Temperature District Heating. J E 
2013. 

[10] Elmegaard B, Ommen TS, Markussen M, Iversen J. Integration of space heating and hot water supply in low 
temperature district heating. Energy Build 2015. doi:10.1016/j.enbuild.2015.09.003. 

[11] Ommen T, Elmegaard B. Exergetic evaluation of heat pump booster configurations in a low temperature 
district heating network. Proc Ecos 2012 - 25th Int Conf Effic Cost, Optim Simul Environ Impact Energy 
Syst 2012:1–14. 


