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Abstract: After the oil crisis in the 70s energy regulation codes were implemented, but a great
portion of existing dwellings have not been retrofitted to current requirements. To face this issue
several actions were taken in the European Union (EU), among these, the implementation of Energy
Performance Certificates (EPC), which include a Recommendation List of Measures (RLMs) to retrofit
buildings. Some concerns exist about the lack of confidence on these recommendations. The main
objective of this study is to analyze the usefulness of the EPC, answering if it is possible to deliver a
realistic financial assessment about renovation strategies using these tools. The study is based on
three indicators: Consumption, energy saving variations and profitability. The study is based on
a renovation project case study, where simulations and Life Cycle Cost Assessment (LCCA) were
performed, in order to identify the different results that EPC’s and an energy efficiency assessment
could lead to. The results show important differences in all the concepts evaluated.

Keywords: EPC; labeling; simulation; performance gap; EPBD

1. Introduction

The renovation project of a building needs to define, via a preliminary study, the most
effective renovation measurements in terms of energy savings and indoor environment improvement
considering that these measures will result in a significant cost to the building owners. Therefore,
the recovery of the investment and the initial cost is one of the most important aspects considered
by the owners before undertaking a renovation [1]. As stated on the Energy Performance Building
Directive (EPBD) [2], an Energy Performance Certificate (EPC) is needed whenever a building is
constructed, or in the case of existing buildings, before it is marketed for sale or rent. The certificate
includes the overall energy performance of the building and reference values such as the minimum
energy performance requirements, allowing the comparison with another building of the same type [3].
For existing buildings, additionally, the EPC is expected to include a list of cost-optimal or cost-effective
measures to improve the energy performance of buildings, these recommendations may provide an
estimate for the payback time or cost-benefits over its economic lifecycle. This element on the EPC,
to provide energy recommendations for retrofitting building in mass, represents an attractive solution
to improve the existing residential building stock, which is the main source of CO2 emissions in the
building sector [4]. However, certain factors must be considered to affirm that EPC recommendations
are effective and therefore it is appropriate to follow the suggested improvements.
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The current certification scheme, regulated by the EPBD directive 2018/844 [5], which amended
the Directive 2010/31/EU, has not modified the articles related to issuing and displaying of the energy
performance certificate (Articles 11, 12 and 13). Basically, the Directive requires the Member States to
lay down the necessary measures to establish a system of certification of the energy performance of
buildings, including a methodology for the calculation of the energy performance of buildings which
shall be transparent and open to innovation. It also requires that the certificates are carried out by
qualified and/or accredited experts. The certificate must include a list of recommendations for the
cost-optimal or cost-effective improvement of the energy performance of a building or building unit.
This list of recommendations can by standardized or tailor-made.

The EPC, according to the European Commission [6] should, in first place inform the owners and
potential buyer/tenant about the energy performance of the building, and secondly inform the owners
about profitable measures that can help improve the energy efficiency of the building. The rating
and the RLMs are the most popular information requested on the EPC [7]. Even more, with the EPC
content, several retrofitting tasks can be associated as a basis for the development of a retrofitting such
as justification for refurbishment works, estimation of the budget costs and to demonstrate compliance
with regulation targets [8].

Given that, in the certification scheme, the calculation of the energy performance is entrusted to a
software along with others features such as the rating, energy savings and profitability. It becomes
important to know whether these tools can be used effectively as multipurpose; for rating and for the
estimation of energy savings in existing buildings, since these represent a more challenging task.

The aim of this study is to test if energy-labeling tools are able to deliver trustful information
for renovation purposes, despite of being restricted to standardized values. The indicators used
for this study are the energy consumption, energy saving variations and profitability. Additionally,
the time spend by each method has been measured, for the standardized (labeling) and detailed (audit)
procedure. Considering this data in combination with the previous results, suggestions are defined to
improve the current certification process.

2. Background

Energy labeling tends to be similar in terms of purposes, but they vary significantly due to their
local climate, needs and expectations [9]. This applies as well to the recommendation list and its
elaboration, where two methods can be followed, standard or tailor-made list [10]. The standard list
is obtained automatically when the data is uploaded to the certification system. The certifier might
add more details, such as cost or additional suggestions. Since the tailor-made procedure has not been
defined by the EPBD [10], this study will consider the procedure and results of the energy audit as a
scheme to obtain savings and renovation measures under a tailor-made approach (Figure 1).

2.1. Labeling

Building energy certification and rating systems provide a standardized way to evaluate and
compare energy use, energy efficiency, and energy costs in buildings. The primary purpose of such
systems is to give owners, tenants, and other market stakeholders a convenient, non-technical way to
distinguish among efficient and inefficient buildings, and to quantify the value of these differences [11].

Energy labeling tools used in EPC for residential buildings present several advantages in contrast
with energy audits. Through their standardized procedure they simplify calculation, and their internal
checking mechanisms are able to reduce the errors produced through energy efficiency practices [12,13].
They can also provide accurate energy savings on a statistical approach (energy saving program),
across a large population of buildings. It is easy to adjust, and with the use of a comprehensive software
system it may provide recommendations for upgrading the building to improve energy efficiency [14].
Labeling is much more affordable, since the cost of an energy audit in the residential sector may be 3
to 4 times as high as what the building owners are willing to pay [15].
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Energy labeling in existing residential buildings represents a challenge in terms of the energy
performance assessment of the building characteristics and system. This is because many information
available for existing building is not updated or it remains unknown such as construction materials,
level of insulation, drawings, retrofitting state, etc. Simplified methods for energy labeling are available
in some countries where information for some of these parameters is included in the system based on
statistic data, typically the U-values of the envelope, airtightness, and construction year. In Norway,
input data is entered into an internet registration tool by the homeowner or by a certifier. The online
tool has integrated validation rules to avoid the most inaccurate or incomplete input data. The minimal
data required is building type, construction year, area of use and heating source. Based on this,
and other information supplied by the user, an EPC with expected delivered energy is provided
together with a list of recommendations where the user can select the most suitable ones.

A second type of procedure is the use of dedicated software for certification, which follows the
national legislation or standard. In Norway, the use of exclusive software is not required, however
a Norwegian commercial tool has included the energy labeling input data and calculation rules,
and therefore is the most used tool by consultants and certifiers. This type of labeling software follows
the most common calculation procedure adopted by many countries, since their use represent less
time and resource consumption [16].

When the EPC is used in new buildings, it can be applied as a compliance tool for the building
energy regulation and for the energy-labeling scheme. However, the same calculation procedure is
used for existing buildings, where standardized inputs are used, although they may not match the
actual characteristics of the building. This tool, should not only inform about the energy performance
of the building, but also include the energy savings that certain improvements would have and provide
key investment information such as cost optimal renovations alternatives and its savings. Meaning
that the results are expected to differ from the real energy consumption [17].

Energy Audit

The main difference between energy labeling and energy audit is that the labeling is focused on
comparing buildings, while audit is focused on analyzing an individual building. An energy audit,
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as it is defined by the AUDIT SAVE Project [18], is a systematic procedure that obtains data of the
energy consumption profile of a building, identifies factors that have an effect on energy consumption
and identifies and scale cost effective energy savings opportunities. An energy audit should provide
accurate and concrete energy efficiency recommendations to improve the energy performance of a
specific building [19,20]. Despite that, different types of energy audit that can be used, a single-family
house cannot be audited by using a standardized model, due to different level of guidance that the
housing stock requires [15].

An energy audit is not mandatory for EPC for residential buildings, but for a homeowner that
is considering to renovate their home, an energy audit is recommended and it could be added as a
next step of the EPC [17]. As it was mentioned previously an energy audit is a systematic procedure,
where several tasks must be executed to gather adequate knowledge of the existing energy consumption
profile of a building, such as energy bills analysis, field inspection, thermal envelope verification,
airtightness value and examinations of the mechanical systems including ducts. With this data the
auditor can run calculations through specialized software to estimate energy savings and to suggest
concrete measures based on costs, benefits, and simple payback periods [21,22].

2.2. Calculation Methods

According to the EPBD requirement, the energy performance of buildings should be calculated
based on a methodology that includes key factors that are relevant for the accuracy of the results.
The energy performance should cover the annual energy demand of a building and it should consider
EU standards. This raised the development of the ISO 13790:2008 by the European Committee for
Standardization (CEN) and the International Organization for Standardization (ISO). The use of a
normative calculation approach has several advantages, such as easiness, transparency, robustness
and reproducibility, providing the best way to encourage energy performance rating [23]. As is stated
by Lee, Fei and Augenbroe [24], the use of standardized approach is sustained on two main pillars.
The first one is related to eliminating the modeler’s bias by norming the assumptions. The second
pillar refers to the definition of a unique scenario, which leaves aside the prediction of the actual uses
of the building. Through its simplicity and unified modeling assumption this approach forms the basis
for assessing building energy performance in a standardized and transparent way [13,25], being this
independent of actual conditions of occupancy, behavior or weather [26].

Since the calculation is based on standardizations and the use of simplifications, inaccuracies are
expected, compared to assessing the energy consumption in function of climatic zone, construction
typology and user’s profile. However these calculations are appropriate for energy characterization
and energy labeling in buildings [27]. Despite the consensus about the uses of standardized procedure
for labeling, the ISO 13790 presents several methods, each of them with different levels of robustness
and simplification. Some drawbacks are expected when considering retrofitting buildings, since the
labeling includes expected savings, energy renovation projects that should match the performance
through the renovations. Therefore some doubts have risen about the EPCs procedure, such as the
correctness of the calculation or the accuracy of the results as well as the use of climatic zones [6,28].

As mentioned above, the most common calculation method for energy labeling for most of the
countries, is based on a simplified monthly model which follows the ISO 13790:2008 [29,30]. However,
the implementation may be different in each country since the standard contains many possible
choices [31]. One of the main alternatives presented by the ISO 13790:2008 is the selection between two
simplified methods, a monthly quasi-steady state and a simplified hourly method. Additionally the
standard provides information about the use of detailed simulation software to ensure compatibility
with the simplified calculation methods, as well as, procedure, boundary conditions and input data [32].

2.2.1. Quasi-Steady State Methods

As previously mentioned, simplified methods are based on monthly or hourly calculations and
simplified description of the building (in terms of geometry, zones, U-values, etc.). The dynamic effects
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are taken into account by introducing correlation factors [23]. The effect of thermal inertia in the case
of intermittent heating or switch off is considered separately (ISO 2008). This kind of methods has
been in use for quite a long time, and gives reasonably accurate results for annual heating energy
demand [29]. One of the limitation of this method is its inability to represent the energy impact of
some important features of common types of air conditioning systems [30].

2.2.2. Simplified Hourly Methods

It is considered to be a simple method since it must rely on simple input data, the same input
as used for the monthly method. The model is based on an equivalent resistance-capacitance model.
It considers hourly steps and the input data can be modified each hour using schedule tables [33].

2.2.3. Dynamic Calculation Methods

A simple approach is normally used for evaluating the heating energy use of a residential building.
Dynamic methods, however, evaluate the energy balance of a building repeatedly over small time
steps, usually hourly, considering outside climate variations, occupancy, gains and losses through the
envelope and effects of the heat stored in and released from thermal mass in building materials.

2.3. Previous Studies

Several studies have performed comparisons between methods, showing different results,
e.g., Van Dijk et al. (2005) concluded that simplified calculation methods are consistent for the
EPBD requirements for warm, moderate and cold climates in Europe. While other studies [29,34] agree
that simplified models may be appropriate for residential buildings with minor or no summer cooling,
when the studies focus on trend or compare construction alternatives.

On the other hand, some studies present different observations about the use of the simplified
method, Kokogiannakis et al. (2008), indicate that the monthly method shows disparate results
compared with other methods, and those differences influence the rating of the building. Jokisalo and
Kurnitski [35] demonstrate that EN ISO 13790 gives as much as 46% higher or 56% lower building
energy demand compared with a dynamic simulation tool, depending of the building type and its
thermal inertia. Special attention is recommended [36,37] to local climate and its impact on certain
factors described in ISO 13790, which can lead to inaccurate results in certain locations.

3. Methodology

The methodology was developed in four steps; the first two steps were part of the simulation
process of the energy demand of the building and different renovations options. The last two steps
compared the labeling and energy audit procedures and the corresponding tools used through the
indicators of costs and time.

The first step is to calculate the heating energy demand of the dwelling by using three different
tools, each of which uses one of the standard calculation methods provided by the ISO 13790,
quasi-steady state method, simplified hourly method and dynamic calculation method. Each tool was
used under the procedure that would be carried out by the user assigned to each tool, homeowner,
certifier and energy auditor.

The Second step is the implementation of several renovation options, which were selected from the
list of suggestions delivered by the previous certificate of the dwelling. The full list of recommendations
is presented in Table 1. Eight renovation measures were found suitable for the study, given that
many of the suggestions do not require a simulation or are related to the behavior of the occupants.
Each scenario introduces one energy measure, which were simulated by each tool. It is predictable that
the results are not going to be similar among the tools; the aim of this step is to have a quantification
of the differences in the results to later measure the cost-benefits with other relevant aspects for
a decision-making.
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Table 1. List of recommendation measures included in the EPC of the building case.

NO. Recommendation Used in the Study

1 Install sealing strips Not selected

2 Sealing of air leaks Selected

3 Insulate cold ceilings Selected

4 Insulate roof or ceiling Selected

5 Insulate the floor at the ground Selected

6 Insulate exposed floors Selected

7 Insulate the floor edges Not selected

8 Back insulation of outer wall Selected

9 Insulation of basement wall Selected

10 Insulate ceiling cover Not selected

11 Replacement of window Selected

12 Replacement of the front door Not selected

13 Thermography and density testing Not selected

14 Switch to spare shower Not selected

15 Insulate hot water pipes Not selected

16 Mount a respirator on the kitchen fan Not selected

17 Replace the fan of the bathroom with a new one with moisture control Not selected

18 Install ventilation systems with heaters to replace mechanical ventilation Not selected

19 Install a control system for the exhaust fans of the ventilation systems Not selected

20 Switch to low energy light bulbs Not selected

21 Temperature and time control for the panel heaters Not selected

22 Temperature and timing control for the electric heating floor or roofs Not selected

23 Install new wood stove or fireplace, insert alternatively pellet stove Not selected

24 Install heat pump Selected

25 Install solar heating system Not selected

The Third step uses the simulation results of the improvements to perform a Life Cycle Cost
Analysis (LCCA), considering the energy saving and the cost of the implementation of the renovation
measures. The results of this task will be the main indicators to evaluate the agreement between the
labeling procedure and the audit, results that reflect the performance of the calculation method.

The fourth task assessed the effort that requires each method by recording the time spent in each
process, assuming all the tasks that are needed to obtain the energy savings from the recommendations.
This includes task such as transportation to the building, data collection for the inputs, measurements
made on site, model generation, simulation process, etc. The estimation was made through the
monitoring of the time used in each task during this study, it is also considered that the user behind
each tool is an experienced simulator (except in the simple method were no experience is required).

4. Material and Tools

4.1. Web-Based Tool

EnergimerkeKalkulator is a website tool used in the certification scheme based on a
self-assessment method. For the evaluation of existing buildings there are two options, where the
first allows the homeowner (non-expert) to generate their own certificate, this option requires little
technical information about the building, such as age of the construction, floor area, and energy sources.
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Many aspects are standardized, such as the building shape, windows and doors area, floor to ceiling
height, etc. The second option requires information that is more detailed, High-level knowledge is not
needed, but this option is more time consuming than the first one, especially the description of the
envelope, where customized U-values can be added. This system intends to encourage the owners to
be more involved and to stimulate their interest in energy efficiency [38].

4.2. Simple Hourly Simulation Tool

The Norwegian dynamic simulation tool Simien, which is the most popular BPS in Norway,
can be used both to verify compliance with the building code (TEK) and for energy labeling. SIMIEN
is based on the methodology described in the Norwegian standard NS 3031 [39] where most of the
standardized input data is integrated in the software. This, together with the material database, enables
faster simulation. For this simulation, the Norwegian standard is followed, as a consultant would do
to perform the energy labeling of a Norwegian dwelling.

4.3. Detailed Hourly Simulation Tool

Design builder (DB) is an interface for the dynamic thermal simulation engine Energy Plus (EP).
The software complies with the EPBD requirements. DB is a user-friendly software, which makes
a 3D model of the input data and facilitates the data registration. DB allows running very detailed
simulations, where parameters such as energy supply and energy dispersion can be included [40].
In this case, a more detailed approach is assumed, such as an energy audit where standard values
are avoided and realistic input data are adopted. The input needed for each of the simulation tools is
presented on Table 2 and Appendix A.

Table 2. Input data requirements by the three different types of tools.

Simulation
Type Zones Geometry U-Values Internal

Gains Occupancy HVAC
Set-Points Ventilation Infiltration

Web-based Single
zone Normalized

Building
regulation

code

set by the
standard

set by the
standard

set by the
standard

set by the
standard

set by the
standard

Simple Single
zone

Each
component
is described

manually

Building
regulation

code

set by the
standard

set by the
standard

set by the
standard

set by the
standard

set by the
standard

Detailed Multi
zone 3D modeling Full

description inspection Inspection Inspection Inspection Blower
door test

4.4. Building Case

To establish the baseline for the energy demands a real dwelling was used. The building
corresponds to a wooden terraced dwelling located in Oslo, which represents the second most popular
residential building in Norway [41]. The building was built in 1987 and consists of three levels;
a basement and two upper floors as presented in Figure 1. The basement is reinforced concrete while
the upper floors are made of wood frame. Although the house was built in the late 80’s, the levels of
insulation are quite high, this is because the Nordic countries have one of the strictest regulations in
the EU, especially Norway, where the levels of insulation in housing were put in practices in the 40s.
The dwelling has not been retrofitted, it is assumed to have its original insulation (about 20 cm) and
thermopanel windows. A description of some key parameters of the building are presented in Table 2.
The floor plan of the building is presented in Figure 2, and the geometry of the dwelling used in DB is
in Figure 3.
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4.5. Life Cycle Cost

The results from the different simulation tools and scenarios were used to determinate LCC
for all the improvements, under the same economic assumptions. Total Tool (TT) were used for the
calculation of the LCC assessment. The relevant measures identified and their prices (Norsk prisbok,
2017), can be seen in Table 3.
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Table 3. Description of the building and the improvements.

NO. Saving Measures Original Improved Quantity
Initial Costs

NOK/Unit KNOK

1 U-value external walls 0.28 W/(m2K) 0.18 W/(m2K) 54.1 m2 1193 10.4

2 U-value ceiling 0.32 W/(m2K) 0.13 W/(m2K) 53.9 m2 65 3.2

3 U-value exposed floors 0.2 W/(m2K) 0.1 W/(m2K) 6.14 m2 65 0.4

4 U-value ceiling basement 0.3 W/(m2K) 0.1 W/(m2K) 46 m2 58.6 2.7

5 U-value windows/doors 1.9 W/(m2K) 0.8 W/(m2K) 19.8 m2 5077.8 100.5

6 Heat pump (air-air) no Yes 1 25401.8 25.4

7 Ventilation type Exahust Balance 100 m2 610 61.0

8 Air leakage at 50 Pa (N1 + N5) 7.5 ACH 0.6 ACH - N1 + N5 111.0

5. Results

5.1. Simulation of Energy Demand and Energy Savings

The results of the simulations made with the three tools, and eight improvement options are
presented in Figure 4. There are great differences when it comes to the calculation of the heating
demand between the three tools, being the simpler tool the one with higher heating energy demand
(109 kWh/m2 per year) followed by the simple method with 17% less energy. The largest differences
are presented by the detailed method which estimates a 28% lower energy demand than the website
tool. Therefore, three different base cases are defined. Although the differences between tools are
expected, it is important to note that they have a key role in the aim of this study, since the base
case will heavily influence the savings from each measure. In addition to the fact that the tools use
different calculation methods, it was found that the differences are due to the detail of the input data.
Standard-based data versus measurements have a great impact, even more than the calculation method
itself, being the heating set point and the infiltration rates the inputs that disperse the most between
standard-based data and measurements.
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Figure 4. Heating energy demand.

When the energy measures where tested by each tool, the contrast of the results become
more evident, since the biggest and lowest energy reductions by each tool are found in different
improvements, see Figure 5. For instances the energy reduction obtained by improvement of the
windows glassing with the standardized procedures, website tool and the simple method, reach 14%
and 19% of reductions. Whereas the simulation used in the energy audit only score 4% of energy
reduction. If all measures where applied, according to the energy audit method, a 75% of energy
reduction could be achieved. However, when applying the standardized procedure with the website
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tool, and the simple method, disparate results were obtained. The first tool delivers 50% of energy
reduction while the simple method reaches 88%. Improvements related to the heating systems also
present great differences, this might be explained by the limited options to set the technical aspects of
the improvements as well as the differences from the base case. The improvement No.4 (Table 3) is not
presented in the simplified simulations since the standardized procedure is single zone simulation.
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5.2. LCC of Improvements

The life cycle cost gives important information about the impact of energy reductions and its
convenience in economic terms. The results are presented in Table 4, which show the energy savings
by each of the measures and the internal rate of return (IRR), set as 5% requirement. The results
show that, whether the improvements turn out to be profitable or not, depends on the type of
simulation used. The detailed simulation presents the lowest reduction values and with it, lower
expectations of recovery of the investment. On the contrary, the results obtained with the website
and the standardized simulation are much more optimistic, resulting in a higher number of profitable
measures and a faster payback of the investment. This, combined with the different energy reductions
gave overoptimistic results for some profitability measures, such us the improvement of the exposed
floors, which represents a low investment, which makes it more sensitive and more likely to be
profitable despite of the low amount of energy reduction in comparison with other measures.

Table 4. Life cycle cost (LCC) results for each scenario.

NO.
IRR (%) Energy Saving (MWh/Year)

WT ST DT WT ST DT

1 7.62 4.96 3.12 0.96 0.67 0.51
2 14.30 11.96 16.36 0.50 0.42 0.06
3 45.38 250.67 24.96 0.18 1.01 0.10
4 - - 13.32 - - 0.40
5 −1.19 −2.49 −7.02 2.17 2.47 0.46
6 3.84 1.40 −7.63 2.52 2.10 0.95
7 −11.05 4.76 0.17 0.23 4.29 2.32
8 2.02 1.05 1.89 4.52 3.80 4.42

Figures 6–8 plot the cost versus energy demand for each of the eight renovation measures
according to each calculation method. These show the disparity between the costs of benefits calculated
with each procedure, where the optimum obtained does not match between them.
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5.3. Time

The time demanded by each tool to complete the simulation process was evaluated at each stage
of the data collection, generation of the model, simulation and iteration to assess the improvements.
The results can be seen in Table 5. Data collection is the task that impacts the most in the time invested
in a simulation process, the quality (level of detail) and quantity of the required inputs by each tool is
what makes the differences between a tool aiming at expert from a homeowner. Each tool requires
different levels of expertise and the more detailed input requirements also require more time. For this
task, it was considered the amount of work that needs to be done to collect the data, ranging from the
transfer from the workplace to the location of the case study until the end of the inspection including
the occupant’s surveys. With this, the website tool is the one that needs less time to collect the
information, summing up to one hour, since many steps are omitted. Followed by the simple method,
with three hours. This procedure also adopts the official standard and with this, many assumptions
are made, saving time. The audit requires up to 6 h, since it requires many tasks to avoid assumptions
for instance the measurement of the ventilation rate.

Table 5. Time demand for energy assessment.

Tasks
Hours

WT ST DT

Transportation - 1 1
Envelope 1 1 1

Interior zone - - 1
Surroundings - 1 1

Property of the envelope - - 1
Property of the mechanical system - - 0.3

Ventilation rate measurements - - 0.5
Occupation-lighting-equipment - - 1

Modeling-inputs 1 3 3
Simulation - - 0.2

Iteration 1 1 1

TOTAL 3 7 11

The time invested in the modeling of the building is a feature, strictly related to the software
design. The website tool was created in a way that the homeowner can use it without spending that
much time on it, a wizard interface assists the user through the whole process, giving predefined
geometries to speed the task. The process followed by a certifier using Simmien, has the disadvantage
of modeling the building by describing it by each orientation, introducing the wall area, and its
windows, which makes the process slower. However, since it is a single zone simulation, some parts
of the building are simplified, like the roof. This process took 3 h to be completed, keeping in mind
that it was a small row house. For the detailed method, DB was used, which includes a 3 d modeling
process. Because of this feature, it reduces the time for modeling and allowed to spend more time on
introducing a large amount of inputs using the same time as the simplified method.

The testing of the retrofitting measures, was a clear drawback for the tools under standard process
since none of them are designed to work with iterations, this is a tedious operation, where each wall
and window properties must be re-defined one by one. With DB, this operation can be automated.
However, the time that takes to run the simulation is longer than the time spent in the other tools,
which takes a few seconds while in DB is about 10 min.
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6. Discussion

EPCs and their underlying data is the main source of information on energy performance of
existing buildings as it is stated in the evaluation and the proposal for the amending of the EPBD.
However, the discussion about the list of recommendations is quite limited. Prove of this is the reduced
amount of information about their practical uses for the retrofitting of existing buildings. This study
rather than have an overview of the recommendations list usability as a hole, it is focused on the
impact of standardized data and simplification on the LCC, which is the main factor in the renovation
process taking the greatest share of the decision making. Through the comparison of the three tools to
determinate the energy savings and their corresponding LCC analysis, two key aspects stand out.

Labeling and audit: The results from the labeling tools and the energy audit show important
differences, which are expected since different inputs were used. This highlights an important
shortcoming on the design of the recommendations list of measures as a tool for decision making,
since it does not provide trustful information for renovation purposes. The authors agree that the
main problem raises on the double use of the labeling input, to compare building and at the same time
to provide cost-optimal renovations suggestions that should fit buildings individually. Key inputs
can easily be obtained during the field visit or by the home owner, such as the number of occupants,
the heating set points, ventilation rate, lighting gains etc. To incorporate this information should not
be a great undertaking, and can be planned along with the labeling by just adding a double cell to
certain inputs. By doing this the performance gap should be consistently reduced.

Cost-optimality: Since the requirement from the directive is to deliver recommendations that are
cost-optimal, their performance in terms of cost and return of the investment should be clear. However,
in its current form and on the lights of the results of this study this is not the case. Moreover, it is
unclear if a certifier would perform a parametric analysis to evaluate the profitability of the different
measures due to the lack of appropriate tools and the time needed to perform this analysis. One option
could be to calculate RLMs through improvement measurements packages since many of the measures
can be coupled and applied at the same time, avoiding losing opportunities for energy reductions.
The profitability of the measures when they are coupled into the packages can help to make profitable
improvements that are not profitable on their own, with this higher energy demand reductions can be
obtained, as it is proposed in the Total Concept project [42].

It is also clear that delivering profitable recommendations, will require a one by one analysis,
this is especially important in Norway since energy prices are quite low, and existing buildings have
already high level of energy efficiency, which makes it more difficult to find profitable renovation
measurements. One options to overpass this is to target existing buildings to net zero energy,
an initiative that has been already been introduced in Norway through the passive house standard,
NS 3701, but not yet connected to the labeling system. Multiple benefits beside energy reductions can
be achieved by targeting net zero energy buildings, such as increased indoor environment quality,
increased property value and reduction of the emission of greenhouse gases. Since in Norway
what drives the renovation process on residential buildings is not the profitability but the tenant
attractiveness, net zero energy buildings may help to trigger the renovation of the buildings stock.

7. Conclusions

A real dwelling was analyzed through the current labeling system required by the EPBD.
The purpose of the analysis was to evaluate the usability of the RLMs included in the EPC to perform
a renovation. To test the usability two requirements must be meet; first, they need to be accurate and
secondly the must be profitable. To analysis this requirement three available means to obtain an EPC in
Norway were tested, by a homeowner, certifier and by an energy auditor. For each of these procedures,
the correspondent software were used; web tool, simple tool and detailed tool. Finally, the results were
evaluated on a LCCA to test the profitability of the measures.
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Accuracy: From the simulation results from the different tools it is observable a discrepancy
between the tools, not only the energy estimation, but in the order of relevance of the energy reductions
of the measures. The simpler the tool and the procedure, the highest energy demand and savings were
estimated. Therefore, the detailed procedure delivers a base case with precision but with low energy
reduction expectations. Due to the differences between the calculation methods of the tools, more
complex measures, such as the improvements of the heating and ventilation system, presented the
highest dispersion among the methods.

Profitability: The energy calculated for the base case and the scenarios by each procedure did
not yield similar or proportional results. Therefore, it is not unexpected that, something similar
would happen with the profitability, with the simplest the procedure the greatest the payback of
the measures while the detailed procedure gave a less rewarding result, in terms of the number of
profitable measures and the IRR.

In view of the results obtained through the different methods and given the importance of the
accuracy and profitability to follow a renovation project the authors agree that the certification tools in
their current state are not capable of evaluating the RLMs included in the certificate, given the higher
risk they present when using standardized data. Given that many of the recommendations in the list
turned out to be unprofitable, it is considered that these should not be carried out without first making
a detailed study.

To obtain more realistic energy savings, energy labeling should use both standards inputs and
real occupations values for the RLMs calculation. However, these will rise the problem for a new
tenant or owner of the property who will receive savings calculations for a set user-pattern that may
not reflect his own, resulting on a different performance. One solution to this is to design a RLMs base
on behavior scenarios where users can be encouraged to change their occupation practices to reduce
energy use and obtain the most appropriated RLMs according to their target.

The energy audit presents the most robust procedure both in tasks and in the tools used. However,
it also is the most expensive service. Despite this, the task can be easily reproduced by a certifier if
the guidelines and tools are well designed to assist them. The extra time that requires is considerable,
almost twice that the regular certification. However, the increase of fees should not be a serious barrier,
since RLMs is one of the most requested features from the EPC and the only feature in the EPBD
system that targets specifically existing buildings. The cost for an accurate EPC and RLMs should be
seen as an investment rather than an extra cost.
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Appendix A

Table A1. Inputs used during the Detailed Analysis with DB.

Zone NO. 1 2 3 4 5 6 7

Floor Basement Basement 1 and 2 1st floor 1st floor 2nd floor 2nd floor

Room(s) Living room Corridor and
storage rooms

Living room, kitchen,
corridor and storage room Entrance WC Sleeping rooms Bathroom

Heating

System Electric
radiators No Heating Electric radiators No Heating Electric

radiators No Heating Electric floor
heating

Set point [◦C] 19 - 22 - 22 - 24

Setback set
point [◦C] 19 - 20 - 22 - 24

Ventilation

System Natural,
single sided

Natural,
single sided Exhaust fan system Exhaust fan

system
Exhaust fan

system
Exhaust fan

system
Exhaust fan

system

Supply from
zone no. Outdoors Outdoors Outdoors zone 3 zone 4 Outdoors zone 3

Exhaust to
zone no. Outdoors Outdoors Outdoors Outdoors Outdoors Outdoors Outdoors

Supply airflow
rate [m3/h] 30 10 90 36 36 104 54

Exhaust airflow
rate [m3/h] 30 10 108 36 36 104 54

Internal heat gains [W]

People - - 240 - - 240 -

Lighting - - 120 - - -

Equipment - 50 100 - - -

Schedules of parameters
which are not always on

Space heating
night setback - - mo-fr 23-17 sa-su 23-7 - - -

People - - mo-fr 17-23 sa-su 7-23 - - 23-July -

Lighting - - mo-fr 17-23 sa-su 7-23 - - -

Surface material heat
capacity [Wh/(m2K)]

Walls 5 5 5 5 5 5 10

Floor 10 50 10 10 10 10 50

Ceiling 5 5 5 5 5 5 5
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