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This report is the final report of a Danish research project 
“Operation and control of large wind turbines and wind farms”. 
The objective of the project has been to analyse and assess 
operational strategies and possibilities for control of different 
types of wind turbines and different wind farm concepts.  

The potentials of optimising the lifetime/energy production ratio 
by means of using revised operational strategies for the 
individual wind turbines are investigated. Different strategies 
have been simulated, where the power production is decreased to 
an optimum when taking loads and actual price of produced 
electricity into account. 

Dynamic models and control strategies for the wind farms have 
also been developed, with the aim to optimise the operation of 
the wind farms considering participation in power system 
control of power (frequency) and reactive power (voltage), 
maximise power production, keep good power quality and limit 
mechanical loads and life time consumption.  

The project developed models for 3 different concepts for wind 
farms. Two of the concepts use active stall controlled wind 
turbines, one with AC connection and one with modern 
HVDC/VSC connection of the wind farm. The third concept is 
based on pitch controlled wind turbines using doubly fed 
induction generators. The models were applied to simulate the 
behaviour of the wind farm control when they were connected to 
a strong grid, and some initial simulations were performed to 
study the behaviour of the wind farms when it was isolated from 
the main grid on a local grid. 

Also the possibility to use the available information from the 
wind turbine controllers to predict the wind speed has been 
investigated. The main idea has been to predict the wind speed at 
a wind turbine using up-wind measurements of the wind speed 
in another wind turbine. Risø National Laboratory 
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Preface 
This report describes results of the project titled “Control of wind power installations”. 
The project was funded by the Danish TSO, Elkraft System as PSO project FU 2102, and 
it was carried out in cooperation between Risø National Laboratory, Technical 
University of Denmark, Aalborg University and Energy E2. 
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Dansk resumé 
Den foreliggende rapport er slutrapporten for et dansk forskningsprojekt med titlen 
”Drift, styring og regulering af vindkraft”. Formålet med dette projekt har været at 
analysere og vurdere reviderede driftsstrategier og mulighederne for styring og 
regulering af forskellige typer af vindmøller og vindmølleparker.  

Potentialet for optimering af forholdet mellem levetid og energiproduktion undersøges 
ved hjælp af reviderede driftsstrategier for de individuelle vindmøller. En ny metode er 
udviklet, som etablerer forudsigelse af levetidsomkostninger og indtægter for en 
vindmøllepark med 5 vindmøller. Metoden gør det muligt at identificere potentialet for 
at forbedre indtjeningen ved en revideret driftsstrategi for vindmøllerne i parken. Den 
reviderede driftsstrategi kan baseres på en variabel markedspris for elektricitet, graden af 
skyggevirkning fra andre møller i parken eller på vindmøllelaster generelt. 

To forskellige strategier er undersøgt. Den ene – ny-design-strategien – er baseret på 
omkostningsmodellering af vindmøllekomponenterne som bruger udmattelseslaster som 
input, mens den anden – eksisterende-design-strategien – er baseret på en antaget levetid 
for de enkelte komponenter. I den sidste ændres komponenternes design ikke, men 
komponenten udskiftes når den er slidt. 

Analyser med ny-design-strategien illustrerer at det er muligt at øge indtjeningen 5-10 % 
hvis driftsstrategien optimeres med hensyn til såvel vindforhold som elpriser på 
spotmarkedet. Analyser med eksisterende-design-strategien indikerer en mindre 
indtjening end med ny-design-strategien. 

Der er endvidere udviklet dynamiske modeller og styringsstrategier for forskellige 
koncepter af vindmølleparker. Formålet har været at forbedre styringen af 
vindmølleparkerne, først og fremmest med henblik på deltagelse i reguleringen af 
elsystemet med effekt- og frekvensstyring, samt reaktiv effekt- og spændingsstyring.  
Desuden er styringerne udviklede med henblik på at maksimere energiproduktionen så 
vidt muligt, opretholde en god elkvalitet og begrænset de mekanisk belastning på 
møllerne. 

Projektet har udviklet modeller for tre forskellige typer af vindmølleparker. De udviklede 
modeller er generelle i den forstand at de ikke refererer til specifikke møllemærker, men 
derimod satser på at simulere de muligheder de forskellige teknologier giver. To af de 
modelerede vindmølleparker anvender aktiv stall regulerede vindmøller, den ene med 
AC (vekselstrømsforbindelse) og den anden med moderne HVDC / VSC 
(jævnstrømsforbindelse med fuld styrbarhed). Den tredje type er baseret på pitch 
regulerede vindmøller med dobbeltfødede asynkrongeneratorer. 

Simuleringer med de udviklede modeller bekræfter at de to typer vindmølleparker som er 
anvendt i de to store offshore vindmølleparker i Danmark (dvs. dobbeltfødede 
pitchregulerede møller som i Horns Rev og Combi Stall eller aktiv stall som i Nysted) 
kan styres af en central vinmølleparkstyring så de understøtter reguleringen af effekt / 
frekvens og reaktiv effekt / spænding på nettet. 

Dynamisk fasekompensering, som f.eks. anvendes i Combi Stall møllerne i Nysted, giver 
mulighed for øjeblikkeligt respons på ændringer i behov for reaktiv effekt. Dette er 
meget nyttigt, fordi spændingen kan reguleres meget hurtigt på den måde. Det 
øjeblikkelige respons opnås uden overdreven koblingshyppighed ved hjælp af en 
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hysterese i den reaktive effektregulering. Alternativt kunne filtrering have været anvendt, 
men det ville have gjort reguleringen langsommere.  

En Combi Stall / aktiv stall vindmølle kan også respondere relativt hurtigt på ændringer i 
børværdien for aktiv effekt. Simuleringer med tunede, hurtige og stabile regulatorer viser 
at en ny børværdi nås helt i løbet af 4 sekunder ved drejning af vingerne.  

Der er også lavet foreløbige simuleringer af de styrede vindmølleparker forbundet til et 
lokalt net, som frakobles hovednettet i løbet af simuleringen. Disse simuleringer 
bekræfter at vindmølleparker med tilstrækkelig styrbarhed kan kontrolere et svagt lokalt 
net under forudsætning af at der er tilstrækkelig inerti i nettet. 

Variable hastigheds vindmøller kan respondere øjeblikkeligt til ændringer i børværdi for 
både aktiv og reaktiv effekt. Simuleringer med vindmøllepark reguleringer med variabel 
hastighed viser hvordan dyk i vindhastigheden i en enkelt vindmølle kan kompenseres af 
de andre møller så den samlede effekt fra vindmølleparken bliver meget glat.  

Vi har også undersøgt muligheden for at anvende information som parkstyringen får fra 
møllestyringerne til at forudsige vindhastigheder. Den bærende ide har været at forudsige 
vindhastigheden ved en vindmølle baseret på målinger fra en mølle som står opstrøms. 

Kvaliteten af forudsigelserne er vurderet baseret på MAE (Mean Absolute Error) og 
RMS (Root Mean Square). Kvaliteten af forudsigelsen afhænger ikke overraskende af 
hvad middelvindhastigheden er i perioden. For 5 m/s, 10 m/s og 15 m/s er MAE-
værdierne henholdsvis 0.07 m/s, 0.33 m/s og 0.58 m/s. Det bemærkes også at der er store 
variationer fra periode til periode i disse tal. Desuden har undersøgelsen vist at når 
opstrøms målinger er tilgængelige er autokorrelationen på de individuelle master ikke 
særlig vigtig, dvs. vindhastigheden ved en given mølle forudsiges bedre baseret på 
opstrømsmøllens nuværende vindhastighed en på møllens egen nuværende 
vindhastighed. 

Oprindeligt var en af ideerne med projektet at bruge forudsigelserne i styringen af 
vindmølleparkerne. I projektet er undersøgt muligheder for konkret at anvende 
forudsigelserne,  uden at der blev fundet oplagte muligheder. Derfor er forudsigelserne 
ikke implementeret i simuleringsmodellerne for styringerne. 

En del af undersøgelsen gik på om det er muligt at øge produktionen for variable 
hastigheds vindmøller ved at styre hastigheden på forkant, så den altid er optimal i 
forhold til vindhastigheden. Som et markant resultat blev det fundet at det kun var muligt 
at øge produktionen med 0.09 %, det endda under forudsætning af at vindhastigheden 
kan forudsiges perfekt og at rotorhastigheden kan ændres så hurtigt at den følger den 
forudsagte vindhastighed 100 %. Det var et overraskende resultat, ikke mindst fordi 
forskning i USA indikerer at der spildes 1-3 % energi fordi reguleringen af 
rotorhastigheden ikke er optimal. 

English resumé 
This report is the final report of a Danish research project “Operation and control of 
large wind turbines and wind farms”. The objective of the project has been to analyse 
and assess revised operational strategies and the possibilities for control of different 
types of wind turbines and different wind farm concepts.  

The potentials of optimising the lifetime/energy production ratio by means of using 
revised operational strategies for the individual wind turbines are investigated. A new 
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methodology has been established for prediction of life time costs and income for a wind 
farm with five turbines. The method enables the possibility of identifying the potentials 
of improved cost-efficiency for a revised operational strategy for the wind turbines in the 
wind farm. This revised operational strategy can be based on a variable market price on 
electricity, degree of wind farm operation (wake degree) or wind turbine loads in 
general.  

Two different approaches have been followed. One of these - the “re-design” or “new-
turbine-design” approach - is based on cost modelling of the turbines components using 
the fatigue loads as inputs, while the second approach - the “existing-design” approach - 
is based on a presumed life time of the turbine components. In the latter one, the 
components do not change but are replaced if the design damage is reached. 

The re-design analysis illustrates that increase in income of 5-10 % is possible if the 
operational strategy is optimized with respect to both wind conditions and electricity 
market spot price. The results from the existing-design approach illustrate a smaller 
improvement in cost-efficiency than the re-design approach.  

Dynamic models and control strategies for the wind farms have also been developed, 
with the aim to improve the control of the wind farms considering participation in power 
system control of power (frequency) and reactive power (voltage). The developed 
control strategies also intend to maximise power production, keep a good power quality 
and limit the mechanical loads and life time consumption.  

The project developed models for three different concepts for wind farms. The 
developed models are generic in the sense that instead of describing specific wind 
turbine types, they intend to describe the possibilities provided by the different 
technologies. Two of the wind farm concepts use active stall controlled wind turbines, 
one with AC connection and one with modern HVDC/VSC connection of the wind farm. 
The third concept is based on pitch controlled wind turbines using doubly fed induction 
generators. 

Simulations with the developed models confirm that the two concepts used in the two 
large offshore wind farms in Denmark (Doubly-fed in Horns Rev and Combi stall in 
Nysted) can be controlled by a central wind farm controller to support power /frequency 
and reactive power / voltage control in the grid. 

Dynamic phase control, which is used in the Combi stall wind turbines in Nysted, 
provides immediate response to reactive power demands. This is very useful, because the 
voltage can be controlled very quickly that way. The immediate response is obtained 
without excessive switching frequencies by introducing hysteresis in the control loop. 
Alternatively, a low pass filter would be required, which would have slowed down the 
response. 

The Combi stall / active stall wind turbines can also provide a relatively fast response to 
changes in active power demands. Simulations with tuned, stable and fast controllers, 
show that a new set point is reached fully in approximately 4 seconds. This is obtained 
by blade pitching. 

Initial simulations were performed with a controlled wind farm connected to a local grid, 
which was isolated from the main grid during the simulation. These simulations confirm 
that wind farms with sufficient grid support can control a weak, local grid, provided that 
sufficient inertia on the local grid. 
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Variable speed wind turbines can respond immediately to changes in active as well as 
reactive power demands. Simulations with wind farm controller show how wind speed 
dips in one wind turbine can be compensated immediately by other wind turbines, which 
ensures a constant and very smooth power from the wind farm in the point of common 
coupling. 

Also the possibility to use the available information from the wind turbine controllers to 
predict the wind speed has been investigated. The main idea has been to predict the wind 
speed at a wind turbine using up-wind measurements of the wind speed in another wind 
turbine. 

The potential prediction performance of a forecast system based on up-stream 
information is judged in terms of Mean Absolute Error (MAE) and Root Mean Squared 
Error (RMS). It is clear that the performance depends on the overall level of the wind 
speed for 5m/s, 10m/s, and 15m/s MAE-values of respectively 0.07m/s, 0.33m/s, and 
0.58m/s are obtained. However, quite large deviations for the individual periods are 
evident. Furthermore, the results have shown that when up-stream information is 
available, the auto correlation of the wind speeds at the individual masts is not very 
important. 

Originally, one idea in the project was to use the predictions in the wind farm controllers. 
A survey of opportunities to use the wind speed predictions has been performed. No 
obvious and promising use of the predictions was found, however. Thus, the prediction 
has not been implemented in the controllers described in the following. 

As part of the survey, it has been studied if the power production of variable speed wind 
turbines can be increased using wind speed predictions to optimise the wind turbine rotor 
speed. A significant result was that only 0.09 % power increase could be obtained even 
with perfect prediction and infinitely fast speed control. This was surprising, since 
research in USA indicated an energy loss of around 1% - 3% due to not optimal speed 
control. 

1 Background 
The wind energy industry has developed rapidly through the last 20-30 years. The 
factories have developed from small workshops to mature industry, and technically the 
wind turbines have increased in size, the costs have been reduced, and the controllability 
developed. This places modern wind energy as a serious and competitive alternative to 
other energy sources.  

The development has been concentrated on wind turbines for electrical power 
production, i.e. grid connected wind turbines. Grid connected wind turbines are a part of 
a power system, with which they interact. On one hand, the power system and its quality 
has an influence on the wind turbines performance, lifetime and safety, and on the other 
hand, the quality and the reliability of the wind turbine power will influence the power 
system quality, stability and reliability. Also, wind power is traded on market with 
variable prices, which influences the feasibility of wind power projects. On this 
background, the integration of wind power into the power systems has become an 
important area, also for research and development. 

Wind farm control involves the control on wind turbine level as well as the overall 
control on the wind farm level. Historically, the automatic control of wind power 
installations has been implemented in the individual wind turbines. Remote control and 
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wind farm monitoring systems have been developed in an early stage, but the main aim 
has been to monitor the wind turbines and enable remote manual control such as shut 
down, start up etc. However, the recent development of large (typically offshore) wind 
farms has initiated the development of advanced, automatic wind farm controllers 
supporting extensive grid control. The large Danish offshore wind farms in Horns Rev 
and Nysted are significant step in this development.  

Traditionally, the main aim of the wind turbine control is to ensure that the wind turbine 
is able to produce energy at the lowest possible cost, i.e. at minimum price per kWh. 
Normally, this means that the control should aim at maximum possible power 
production, limited only upwards to the rated power of the turbine. Another important 
control aim, which also reduces the price per kWh, is to reduce the structural loads on 
the mechanical components, which makes it possible to reduce the costs of the 
mechanical components. Finally, it is a control aim to improve the integration of the 
wind turbines in the power system, in order to secure quality, stability and reliability, and 
to reduce the required grid connection costs. 

References to used literature are not given in the present report. Instead, references are 
given to the project publications in section 6.4. Substantial references to used literature 
are given in these project publications.  

2 Objective 
The objective of this project has been to develop and assess control and operational 
strategies of wind farms.  

The potentials of optimising the lifetime/energy production ratio by means of using 
revised operational strategies for the individual wind turbines has been investigated. It 
has been one of the main objectives to clarify this potential by implementation of a 
strategy where the power production is decreased to an optimum when taking loads and 
actual price of produced electricity into account. This operational strategy describes the 
lifetime operation of the wind turbines in hourly steps.  

Another related area is the dynamic control of the wind farms, typically working in the 
time range from milliseconds to minutes. In this area, models and control strategies for 
three different types of wind farms have been developed, with the aim to optimise the 
operation of the wind farms considering participation in power system control of power 
(frequency) and reactive power (voltage). The wind farm controllers interact with the 
wind turbine controllers to provide this grid support, but this is done in a way that the 
individual wind turbines maintain the ability of to maximise power production and limit 
mechanical loads and life time consumption.  

The wind farm control receives signals from wind turbine controllers. These signals are 
used to predict the wind speed at the individual wind turbines on short term (i.e. from 
seconds to minutes). Such predictions could enable the individual wind turbine 
controllers to respond in an optimal way to the wind speed fluctuations. In this project, a 
model for the prediction is developed, and the possible use of the predictions is studies.   
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4.1 Wind turbine models 

Models for two different types of wind turbines have been developed: the active stall 
controlled wind turbine and wind turbines with doubly-fed induction generators 
(DFIGs).  

Active stall wind turbine 

The “active stall” was actually the name used by NEG-Micon and now Vestas, while a 
similar concept is named “combi stall” by Bonus – SIEMENS, e.g. for the wind turbines 
in Nysted wind farm. The models developed in this project are not referring to specific 
turbine types. Thus, the “active stall” turbine model presented here is also intended to 
cover turbines like the ones in Nysted.  

Two versions of models for the active stall controlled wind turbine have been developed 
and used in the present project. The two models reflect the wind turbine development 
and according to requirements in e.g. the Danish grid codes. 

The first version described in Jauch et. al. [5] was developed to simulate the first 
generation of active stall / combi stall turbines. Originally, the concept was developed 
because the blades became too big for tip breakers, and therefore the whole blade had to 
become pitchable. This pitch was further used to remove one of the problems with 
passive stall, namely that the maximum power and maximum shaft torque cannot be 
controlled actively, since the maximum power of a passive stall controlled wind turbine 
is influenced e.g. by weather conditions (air density) and grid frequency. This first 
generation of active stall controlled wind turbines would reduce the pitch activity to a 
minimum, and thus had a relatively slow power control. Also reactive power control was 
slow, because the capacitor bank used mechanical contactors.  

The second model described in Hansen et. al. [6] was optimised for gird support, and it is 
in that respect expected to be quite similar to the Nysted wind turbine. On the active 
power control side, it responds within a few seconds to changes in the power setpoint, 
and on the reactive power side, it assumes dynamic phase compensation using a thyristor 
switched capacitor bank. 

The layout of the active stall wind turbine is shown in Figure 4. Each wind turbine is 
connected to a 10 kV busbar. The induction generator, softstarter, the capacitor bank for 
reactive power compensation and the step-up transformer are all placed in the nacelle, 
and thus the transformer is considered part of the wind turbine. The control of active and 
reactive power is based on measured reactive power at the Main Switch Point MSP. 
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and where  is the available power for the i’th  wind turbine in one specific point in 

time.  is the  maximum possible reactive power for the i’th  wind turbine.   

iWT
avP

iWTQmax

Notice in Figure 8 that all three mentioned blocks in the wind farm controller (power 
reference settings block, main controller block and dispatch block) have an upper limited 
supervisory signal, depending on the wind farm status. In normal operation, i.e. when the 
wind farm should produce maximum power, the upper limited signal is constantly equal 
to the rated power of the whole farm, while in limited operation this signal is given by 
the sum of the available power of each individual wind turbine. The available power 
received from each wind turbine is low-pass filtered in order to avoid that the 3p 
frequency is amplified through the control system. The reason why the upper limited 
signal is equal to the total rated power of the whole wind farm in normal operation is, 
that if the limit was equal to the available power, the wind turbine would pitch 
unnecessarily to limit the power to the estimated available power. 

DFIG wind turbines 

This section describes a wind farm controller, which can in principle work on any 
variable speed wind turbine, although it has only been simulated using wind turbines 
with doubly-fed induction generator. This controller was actually developed before the 
wind farm controller presented above, and it will not work properly with fixed speed 
wind turbines. The reason is that it uses wind turbine available power as wind turbine 
reference power when maximum power is requested. The general wind farm controller in 
presented above uses the rated power instead of available power as reference to request 
maximum power as explained above.  

The wind farm controller has to take over the determination of the wind turbine power 
set point to be able to perform power control. But when the wind farm controller is not 
intended to limit the wind turbine power production, it is important that maximum power 
is still obtained. The present wind farm controller is designed to maintain the robust 
maximum power point tracking of the power-speed control scheme, as long as the power 
is not limited by the wind farm power control.  

A block diagram of the wind farm controller is shown in Figure 9 together with the 
modified wind turbine power controller. Essentially, the power control loop in the wind 
turbine controller in Figure 7 is opened, which makes it possible for the wind farm 
controller to set the power reference in the wind turbine. Besides, the output of the power 
– speed table, which is not used as wind turbine power reference any more, is now send 
to the wind farm controller as available instantaneous power, (inst

availP Figure 9).  
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Figure 10: Power reference responses of active stall controlled wind turbine. 

Figure 11 illustrates the performance of the wind farm power controller, when the active 
power demands from the grid operators is stepped down and up to different setpoints. 
The reactive power reference for the whole wind farm is kept to zero. The wind turbines 
in the wind farm are driven by different turbulent winds with 9 m/s mean speed value 
and 10% turbulence intensity. Figure 11 shows the estimated available power, the power 
demand, the power reference and the measured power in the PCC of the wind farm.  
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