Potential Of Waste Heat And Waste Cold Energy Recovery In Singapore For District Cooling Applications: Impacts On Energy System

Dominkovic, Dominik Franjo; Romagnoli, Alessandro; Fox, Tim; Pedersen, Allan Schrøder

Published in:
Proceedings of the 40th IAEE International Conference - Extended abstracts

Publication date:
2017

Document Version
Publisher's PDF, also known as Version of record

Link back to DTU Orbit

Citation (APA):

General rights
Copyright and moral rights for the publications made accessible in the public portal are retained by the authors and/or other copyright owners and it is a condition of accessing publications that users recognise and abide by the legal requirements associated with these rights.

- Users may download and print one copy of any publication from the public portal for the purpose of private study or research.
- You may not further distribute the material or use it for any profit-making activity or commercial gain
- You may freely distribute the URL identifying the publication in the public portal

If you believe that this document breaches copyright please contact us providing details, and we will remove access to the work immediately and investigate your claim.
Potential Of Waste Heat And Waste Cold Energy Recovery In Singapore For District Cooling Applications: Impacts On Energy System

Dominik Franjo Dominković\textsuperscript{a}, Alessandro Romagnoli\textsuperscript{b}, Tim Fox\textsuperscript{c}, Allan Schrøder Pedersen\textsuperscript{a}

\textsuperscript{a}Department of Energy Conversion and Storage, Technical University of Denmark (DTU), 4000 Roskilde, Denmark, dodo@dtu.dk
\textsuperscript{b}School of Mechanical and Aerospace Engineering, Nanyang Technological University, 639798, Singapore, a.romagnoli@ntu.edu.sg
\textsuperscript{c}Energy consultant and IMechE Process Industries Division Board, Falmouth, UK, drfox@hotmail.co.uk

Overview

Currently, most of the cooling energy demand of Singapore is met by electrically driven devices, such as air-to-air heat pumps (split units) or electric chillers. A significant amount of waste heat and waste cold is available in Singapore, as a part of power generation in gas power plants, waste incineration plants and the cold released during the LNG regasification process. Waste heat could be utilized via absorption chillers to convert it in cooling energy and distribute it to the consumers via district cooling grid, increasing energy efficiency and reducing power consumption; while LNG cold released during gasification process could be directly utilized. In order to assess this potential, smart energy system was modelled in energy balance hourly simulation tool in order to investigate the impact of district cooling on the energy system of Singapore. Business-As-Usual (BAU) and District Cooling (DC) scenarios were developed for the year 2030 and 2050. Results showed that CO2 emissions could be reduced by 11.5% and 9.9% in years 2030 and 2050 compared to the BAU scenario. Primary energy demand could be reduced by 12.2% and 10.2%, while total socio-economic costs could be 4.6% and 3.8% lower. Thus, it was concluded that although infrastructure investment in district cooling would be significant in the initial phase, benefits in terms of energy savings and reduced gas imports are more significant, resulting in the lower socio-economic costs of the energy system than in the case without district cooling being implemented. Finally, potential for the district cooling from waste heat was estimated for the South-east Asia’s energy system anticipated in the year 2040.

Methods

In order to simulate the energy system of Singapore, as well as to simulate the system with the introduction of a plausible district cooling grid, the ‘EnergyPLAN’ energy balance simulation tool was used [1]. The EnergyPLAN modelling tool is freeware software, especially suitable for modelling integrated energy systems with increased shares of intermittent generation. It has been used for modelling of energy systems in the European Union [2], regions such as South-east Europe [3], a range of other countries, cities and islands [1]. Total socio-economic costs of the energy system, primary energy demand and CO2 emissions were chosen as indicators for the comparison of different scenarios. Total socio-economic costs included levelized investment costs, fixed and variable operating and maintenance costs, fuel costs and carbon tax. Carbon tax was considered as an internalized negative externality of climate change costs; hence, it was included in the socio-economic costs estimation, unlike the other taxes, as those were considered to be internal redistributions of wealth within society. EnergyPLAN was used to develop different scenarios for the years 2030 and 2050, along with a reference scenario created to validate the model by comparing it with the already available energy statistics for Singapore. Two scenarios for each of the years 2030 and 2050 were developed; i.e. one with and one without district cooling infrastructure (i.e. DC 2030 and no-DC 2030 and DC 2050 and no-DC 2050). The no-DC scenario included expected measures in terms of energy efficiency in industry and buildings, as well as stable increases in PV penetration and electric mobility. Furthermore, it included expected declines in the energy intensity of the country by extrapolating the current trend up to the year 2050 [18]. The two scenarios including district cooling (DC 2030 and DC 2050) added that infrastructure component on top of the measures already implemented in no-DC 2030 and no-DC 2050 scenarios.

Results

The main, currently untapped, sources of energy for cooling taken into account in this study were the cold available from the LNG gasification terminal and waste heat from gas power plants and waste incineration plants. Waste heat from gas power plants and waste incineration plants can be recuperated at suitable temperature levels, i.e. 90 °C, and utilized via single effect absorption chillers to producing cooling energy that can be fed into the grid. Results of the cold potential from these different sources is presented in Table 1, while the estimated infrastructure costs are presented in Table 2.
Table 1. Sources for district cold

<table>
<thead>
<tr>
<th>GWh waste heat</th>
<th>COP absorption chillers</th>
<th>Cold 2014 [GWh]</th>
<th>Cold 2030 [GWh]</th>
<th>Cold 2050 [GWh]</th>
</tr>
</thead>
<tbody>
<tr>
<td>Gas Power Plants</td>
<td>52,031</td>
<td>0.7</td>
<td>36,422</td>
<td>36,877</td>
</tr>
<tr>
<td>Waste incineration plants</td>
<td>8,154</td>
<td>0.7</td>
<td>5,708</td>
<td>6,406</td>
</tr>
<tr>
<td>LNG gasification</td>
<td>463</td>
<td>2,251</td>
<td>1,104</td>
<td></td>
</tr>
<tr>
<td>Total</td>
<td>42,593</td>
<td>45,534</td>
<td>30,317</td>
<td></td>
</tr>
</tbody>
</table>

Table 2. Estimated infrastructure costs for district cooling grid in years 2030 and 2050

<table>
<thead>
<tr>
<th>2030</th>
<th>2050</th>
</tr>
</thead>
<tbody>
<tr>
<td>District cooling grid cost [USD]</td>
<td>3,374,570,514</td>
</tr>
<tr>
<td>Technical lifetime [USD]</td>
<td>40</td>
</tr>
<tr>
<td>Fixed O&amp;M [USD/year]</td>
<td>42,182,131</td>
</tr>
</tbody>
</table>

Primary energy demand was found to be significantly lower in scenarios that included a district cooling grid, i.e. it was 12.2% and 10.2% lower in the years 2030 and 2050. Furthermore, CO2 emissions were also reduced in the scenarios that included district cooling systems. For years 2030 and 2050, CO2 emissions were lower 11.5% and 9.9% than in scenarios that did not include a district cooling system. The total socio-economic costs were also lower in both scenarios that included a district cooling grid.

Moreover, there is a significant potential for utilization of district cooling in the whole of SE Asia as the region’s economies develop. IEA noted in their projections that the capacity in the SE Asia’s power sector will triple by 2040, increasing generation capacity by 400 GW, the majority of this new capacity being represented by coal power plants [4]. Clearly this significant additional new capacity that is envisaged in this area will also create large-scale opportunities for waste heat recovery. In 2040, it is envisaged that in SE Asia 2,837 TWh, 1,081 TWh and 267 TWh of electricity will be generated from coal, gas and bioenergy power plants, respectively [4]. If all of this electricity is produced in power only plants, more than 2,000 TWh of waste heat will be rejected to the environment. Thus, a significant opportunity presents itself for Singapore, an already developed economy, to initiate research and development of district cooling for the region and play a pivotal role in transferring knowledge and a know-how to neighbouring countries.

Acknowledgements

This work was financed by the EliteForsk grant for young talented researchers awarded by Danish Ministry of Higher Education and Science. The work was carried out as a part of the CITIES project no DSF1305-00027B funded by the Danish Strategic Research Council. This research is also supported by the National Research Foundation, Prime Minister’s Office, Singapore under its Energy NIC grant (NRF Award No.: NRF-ENIC-SERTD- SMES-NTUJTCI3C-2016.

Conclusions

- District cooling systems appear to be a viable investment in both targeted years, i.e. in years 2030 and 2050.
- Benefits of integration of district cooling in Singapore’s energy systems are potentially threefold: it lowers total socio-economic costs, reduces CO2 emissions and increases efficiency of the energy system.
- Finally, additional benefits of a district cooling system could be quantified in future research, such as curbing the heat island effect and recovering additional energy being wasted currently, such as from large data centers.

References