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Abstract 

In addition to understanding the corrosion of base materials in superheater tubes in biomass 

power plants, it is also important to understand how welded joints are subjected to corrosion 

or degradation. In the course of corrosion testing in the boiler, two different filler materials 

were used to weld together 18%Cr 12%Ni austenitic tubes. The two filler materials compared 

were a high alloyed Ni-based filler material (wt.% approx. 20% Cr, 12% Fe, 3.6% Nb, Ti, 

balance Ni) and the CN 18/11 IG filler material  (18%Cr, 10%Ni, balance Fe). Austenitic 

steel test tubes were exposed in two different plants where the different filler materials were 

utilized and the attack of the welds and tubes adjacent the welds are described. Preferential 

attack of the tube material immediately adjacent the weld only occurred for the Ni rich weld 

and the indications are that this is galvanic corrosion. This type of attack decreased with 

decrease in steam temperature.  

Keywords: biomass corrosion, Ni welds, 18%Cr austenitic steel, selective attack, galvanic 

coupling  

1.  Introduction 

The use of biomass as a fuel has increased over past decades as biomass is seen as a carbon 

dioxide neutral fuel. The Danish government has plans to reduce CO2 emissions by 80% by 

2050, and as well as the use of wind turbines and other alternative fuel sources, the use of 

biomass in combined heat and power (CHP) boilers will contribute to this reduction. 

However, the combustion of straw/wood gives rise to certain corrosion problems that are not 

encountered with conventional coal combustion. Sulphur dioxide and potassium chloride are 
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filler material (Nibas) [16]. The test superheater loop was exposed for only 3500 hours and 

both Nibas filler and CN 18/11 IG filler material (composition similar to the austenitic steels 

that were welded) were utilized. Cross-sections of some of the investigated welds are shown 

in Figure 1. The CN 18/11 IG weld showed no increased corrosion at the tube-weld transition 

zone (Figure 1a), however this was observed on a Nibas weld just 10 cm away and therefore 

exposed to similar operation parameters (Figure 1b). The severity of corrosion attack of the 

tube adjacent the Nibas weld decreased as the steam temperature decreased such that at an 

estimated steam temperature of 514ºC, it was no longer observed (Figure 1c).  

In aqueous corrosion, the problems of galvanic corrosion are well-known where the less 

alloyed anode is corroded preferentially when it is adjacent the more noble cathode. In high 

temperature corrosion there is also the possibility of a type of galvanic corrosion due to 

molten salts acting as the electrolyte. Kawahara et al. [17] described localised corrosion of a 

carbon steel tube (SA178) adjacent a 625 alloy in a waste incineration plant, and how this 

effect could only be reproduced in the laboratory with a simulated flue gas and molten salts 

containing heavy metal chlorides, when there was a thermal gradient between the gas and the 

corroding metal. Reid [18] has suggested that in coal-firing systems where there is varying 

temperature around the circumference of a tube, a macrogalvanic couple can exist on a tube 

resulting in greater corrosion on the areas of metal covered with molten sulphates, which 

would be more anodic than adjacent areas beneath solid deposits. In a biomass power plant, 

the electrolyte could consist of molten salts, e.g. mixtures of potassium chloride and iron 

chloride have a lowest melting point of 374ºC [19] or KCl and chromium chloride mixtures 

that have a lowest melting point of 462ºC [20]. Laboratory experiments with TP347H have 

indicated that iron chloride evaporates from the corrosion front and can form a melt together 

with potassium chloride and potassium sulphate at 560ºC [10].  
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The results from Figure 1 were from a test loop with high steam temperatures located in 

the first pass thus also subjected to high flue gas temperatures and could have resulted in the 

presence of molten salts leading to this type of attack. Usually superheaters with a high steam 

temperature are located where there are lower flue gas temperatures. This paper describes in 

detail the in-plant behaviour of two different weld filler materials exposed in the actual 

superheaters of two different boilers for longer exposure times (up to 30000 hours) and 

compares the findings with previous observations from the test superheater [16].   

 

2.  Materials and Methods  

In the course of corrosion testing, two different filler materials were used to weld 

austenitic tubes which were then built into the actual superheaters of two different plants, 

Plant A and Plant B. There are two weld types compared in this paper, a weld using CN 

18/11 IG filler material utilized in Plant A, which has a similar composition to the austenitic 

steel tubes, and a weld using a high nickel alloyed filler material from Plant B.   

The approximate composition of the filler materials and the tubes adjacent the welds are 

given in Table 1. Composition analysis of the weld B was undertaken in the area where there 

is assumed to be lowest level of dilution, i.e. top centre of the weld closest to the flue gas. 

The welds investigated were V type welds where the greatest dilution was observed on the 

steamside of the tube. For both weld filler materials, the adjacent tubes were an 18%Cr 

12%Ni type steel, TP347H. The composition of the Nibas weld studied in [16] is also given 

as the results are referred to in this paper.  

Plant A was a grate-fired boiler with mainly straw combustion and Plant B was a 

suspension fired boiler where straw and wood pellets were used. The temperature of the 

steam from the superheaters to the turbine was 540ºC for both boilers; however, there were 

differences of the actual tubes due to varying heat flux in tube bundles. Two weld-tube 
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sections are compared from Plant B, one close to the outlet with a steam temperature of 

approx. 536ºC and one close to the inlet with a steam temperature of 499ºC. The tube section 

investigation from plant A had a estimated steam temperature of 554ºC. The actual metal 

temperature can be 20-30ºC higher depending on the heat flux. 

Tube sections were cut from the superheaters, and were prepared using normal 

metallographic techniques but without the use of water: instead absolute alcohol was used as 

a lubricant to preserve water soluble species in the corrosion product. The specimens were 

investigated with light optical and scanning electron microscopy with EDS analysis (JEOL 

5900 equipped with Oxford Instruments EDS). The images of cross-sections presented in this 

paper are produced using the back-scattered (BSE) detector such that elements with a higher 

atomic number such as niobium appear brighter.  In addition deposits adjacent the tube were 

analysed for plant B, where the deposit was removed from the tube surface with a scalpel, 

carbon coated and analysed with SEM. The surface of the deposit is analysed in secondary 

ion mode to reveal the morphology of the deposit and corrosion products.  

 

3. Results  

 

 For both plants, there were similarities of the corrosion attack of the 18% Cr austenitic 

tubes. However, the attack of the welds and the tube area adjacent the weld were different as 

will be shown in the following sections. The exposure time, estimated steam temperature and 

corrosion rates for TP347H tubes away from welds is given in Table 2, where plant A was 

running at a higher temperature than plant B and therefore had a higher corrosion rate. 

Over the years, many tubes have been investigated and the typical morphology of the 

attack for an 18%Cr 12%Ni steel (TP347H) is shown in Figure 2 revealing grain boundary 
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2. On the weld side there is preferential interdendritic attack (not shown). There is no 

increased corrosion attack on either the weld, tube or the transition zone. The corrosion attack 

of the weld and tube is similar in that there is attack along the interdendritic zone or grain 

boundaries at the corrosion front, and these function as pathways allowing ingress of 

corrosive species. The outer oxide is a mix of iron and chromium rich oxide with islands of 

metallic nickel.   

 

3.3 Ni weld from plant B 

Figure 5 shows the attack for the tube adjacent the nickel weld after 30000 hours exposure 

in plant B at a temperature of 536ºC. Similar to the weld from Plant A, the attack at the 

corrosion front for the weld seems to be within the interdendritic phase. However, there is 

significant corrosion attack of the austenitic tube adjacent the Ni weld which decreases with 

distance from the weld. This is similar to that observed for [16]. The corrosion rate for the 

tubes in Plant B is lower than that for Plant A probably due to the lower temperature (Table 

2), so the increased corrosion near the weld is not due to more severe operation parameters.   

 

Closer analysis of the area adjacent the weld at the corrosion front shows the presence of a 

layered structure of Fe-Cr oxide and Fe-Ni oxide and not the typical grain boundary attack 

(Figure 6). There is also a measurable trace of chlorine within this area, but no traces of 

potassium. The Cl levels shown in the mapping is background and a maximum Cl content of 

1 wt.% was measured close to the corrosion front. Nickel is still present as metallic nickel in 

islands between the corrosion products but is also present as Fe-Ni oxide.   

A specimen taken closer to the inlet with an estimated lower steam temperature of 499ºC 

was also investigated and the regions adjacent the weld are compared in Figure 7. The colder 

weld reveals limited preferential attack of the tube adjacent the weld, which is only localized 
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to the outer area closest to the surface, and then grain boundary attack is observed similar to 

the rest of the tube (compare with Figure 2).  

From the observations it can be concluded that: a) localised increased corrosion occurs 

only for tube sections adjacent high Ni containing welds and b) the corrosion attack is more 

severe with increasing temperatures.  

 

4. Discussion  

 For 18%Cr austenitic steel superheater tubes, grain boundary attack was seen as a 

precursor to selective corrosion of chromium and iron [12]. The deposited potassium chloride 

reacts with oxides or sulphur dioxide resulting in release of chlorine species which migrate to 

the corrosion front. These Cl species react with the alloy – chromium first as this has the 

greatest affinity for chlorine. The metal chlorides formed are volatile and therefore evaporate 

from the corrosion front and when they reach an area of higher oxygen partial pressure, they 

are oxidised, releasing chlorine and forming non-protective oxides [3,4]. 

With respect to the tube areas adjacent welds, another corrosion mechanism is also 

contributing to the gas phase corrosion attack observed on the tubes. Even though the tube 

from plant B had acceptable corrosion rates, there was higher corrosion attack around the 

welds and this was not observed for plant A. This attack only occurs when Ni rich filler 

material is used to weld 18%Cr type austenitic steels and increases in extent with increase in 

temperature. This was previously observed for the Nibas weld quality [16] and is also the 

case for the 61%Ni, 21%Cr, 12%Fe weld used in Plant B and described in this paper. Based 

on the results presented it is suggested that the mechanism of attack is high temperature 

galvanic corrosion. If two alloys with different corrosion potentials are located adjacent one 

another and connected by an electrolyte, galvanic corrosion is likely to occur. In this paper, 
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metal chlorides, i.e. iron chloride, chromium chloride and nickel chloride: the melting points 

of relevant metal chlorides are given in Table 3. In fact a nickel-oxygen-chloride phase has 

been identified close to the corrosion front for laboratory exposed specimens [25]. 

Investigations of waterwall specimens identified iron chloride only when FIB specimens 

were analysed with SEM-EDS without being removed from the high vacuum equipment, 

otherwise iron-oxygen-chlorine was detected in cross-sectioned specimens; the conclusion 

was that the metal chloride is oxidized when it comes into contact with the air during 

preparation [26]. This could also have occurred for the analysis in [25]. Therefore more 

sophisticated characterization methods are needed to discover the exact composition of the 

electrolyte at the corrosion front. Oxidising species will be in the outer part of the pit away 

from the corrosion front and oxidise the chlorides.  

Comparing the morphology in Figure 2a and Figure 6, it is clear that nickel has reacted to 

form corrosion products on the tube adjacent the weld but not away from the weld. In a 

galvanic couple, there will be a shift in potential of the anode and thus elements which were 

inert can become active. This can explain that nickel is reactive in the anodic tube adjacent 

the cathodic weld. The shift in electrode potential will also affect chromium and iron 

potentially increasing the localized attack. The layered structure of Cr and Fe and Ni 

corrosion product can be explained based on the work of Abramov et al [27] who conducted 

experiments for stainless steel in inert chloride melts and measured the presence of metallic 

chloride ions (e.g. NiCl4
2-, CrCl42-, FeCl4

2-) with in situ electronic absorption spectroscopy.  

Fe and Cr chloride ions were usually detected initially, however if the steels had been 

previously heat treated, nickel chloride ions were first detected, due to Cr being depleted 

from the surface. For the weld shown in Figure 6, it is suggested that the more 

electronegative components in the steel such as Fe and Cr react first, and then a Ni rich layer 

is left resulting in Ni reaction, and then the Fe and Cr are again preferentially attacked. In this 
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paper only traces of chlorine (about 1 wt.%) were present together with iron, oxygen, and 

nickel at the corrosion front, however chlorine has been observed within the “pit” in our 

earlier paper [16]. As the corrosion front moves inwards, the metallic chlorides are converted 

to oxides. Both iron and chromium chloride are more volatile than nickel chloride and would 

be continually removed from an electrolyte especially with the thermal gradient present 

around the superheater tubes and this would also affect the observed corrosion products. 

What would remain is an electrolyte rich in nickel chloride which would be continually 

replenished with iron chloride because of iron’s abundance in the TP347H tube. The exact 

mechanism is difficult to elucidate because of the different parameters in the boiler, but the 

fact that Kawahara et al [17] only observed galvanic corrosion in the laboratory in the 

presence of a thermal gradient suggests that this also has an influence and a thermal gradient 

is always present in the boiler. The tubes from the test superheater [16] had both high 

steamside and flue gas temperatures and therefore a higher surface metal temperature than in 

plant B, and in addition from comparing weld composition, Nibas would be more cathodic 

that the plant B weld filler material. Therefore this corrosion mechanism resulted in failure 

after only 3500 hours.   

Previous laboratory work [28] has suggested that electrochemical reactions occur with Cl 

and O anions being adsorbed on the surface and transported via grain boundaries to the 

corrosion front. A similar reaction is indicated here which is driven by the presence of a 

galvanic couple and the greater the percentage of melt phase in the corrosion product, i.e. at 

higher temperatures, the greater the corrosion attack. At the lower steam temperature of 

499ºC, a smaller proportion of the corrosion products will be molten and the gas phase 

reactions producing the metal chlorides are slower, thus the only molten phase is at the 

surface involving KCl and iron chloride resulting in limited attack of the 18Cr12Ni anode. 

The observations from previous work [16] that the corrosion rate for the tube adjacent the 
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FIGURES 

   
a) CN 18/11 IG, 568ºC b) Nibas, 570ºC c) Nibas, 514ºC 

Figure 1.  Attack of 18% Cr stainless steel tubes adjacent welds for different filler materials 
and different estimated steam temperatures. Figure 1b shows preferential attack 
of the tube immediately adjacent the Nibas weld.  

 

 

Figure 2: Typical corrosion attack of TP347H austenitic steel tubes located far from welds at 
steam temperature 540ºC from Plant B. 
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a) SEM analysis of cross-
section  

b) photo of deposit underside c) SEM analysis of deposit 
underside. Analysis in wt.%. 

 
Figure 3c O Si S Cl K Cr Mn Fe Ni Nb 
A 2 

  
25 28 5 1 32 7 

 B 41 
 

1 1 3 6 1 37 9 
 C 26 <1 <1 2 2 26 1 35 6 1 

D 32 <1 <1 2 3 16 1 35 11 
 E 2 

 
<1 25 49 7 1 15 1 

 F 18 
 

<1 22 22 3 1 29 5 
 

Figure 3: Morphology and analysis of deposit underside (Fig 3c) removed from tube from 
Plant B.  
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Figure 5.  Attack of 18% Cr steel tube (on the left) adjacent the Ni weld (right). Estimated 

steam temperature 536ºC. 
  












