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Abstract. The electrical test and assessment of wind turbines go hand in hand with standards and network
connection requirements. In this paper, the generic structure of advanced electrical test benches, including grid
emulator or controllable grid interface, wind torque emulator, and device under test, is proposed to harmonize
state-of-the-art test sites. On the other hand, modern wind turbines are under development towards new features,
concerning grid-forming, black-start, and frequency support capabilities as well as harmonic stability and con-
trol interaction considerations, to secure the robustness and stability of renewable-energy-based power systems.
Therefore, it is necessary to develop new and revised test standards and methodologies to address the new fea-
tures of wind turbines. This paper proposes a generic test structure within two main groups, including open-loop
and closed-loop tests. The open-loop tests include the IEC 61400-21-1 standard tests as well as the additional
proposed test options for the new capabilities of wind turbines, which replicate grid connection compliance tests
using open-loop references for the grid emulator. In addition, the closed-loop tests evaluate the device under
test as part of a virtual wind power plant and perform real-time simulations considering the grid dynamics. The
closed-loop tests concern grid connection topologies consisting of AC and HVDC, as well as different electrical
characteristics, including impedance, short-circuit ratio, inertia, and background harmonics. The proposed tests
can be implemented using available advanced test benches by adjusting their control systems. The characteris-
tics of a real power system can be emulated by a grid emulator coupled with real-time digital simulator systems
through a high-bandwidth power-hardware-in-the-loop interface.

1 Introduction

Wind energy has been one of the most promising renewable
energy sources used worldwide, mostly located onshore. In
addition, better quality of the wind resource and larger suit-
able areas in the sea have made offshore installation a con-
siderable choice for wind power plants (WPPs). To date, the
total installed capacity has reached 592 GW with a 23 GW
share of offshore in 2018 (GWEC, 2018). The new total in-
stallations would continue with more than 55 GW each year
by 2023 (GWEC, 2018; Wind Europe, 2018).

The increasing installed capacity of variable renewable
generation (VRG) has concerned power system operators in
terms of stability and reliability of the overall power system.

Consequently, new interconnection requirements, standards,
and market mechanisms are evolving in various parts of the
world for VRGs, including wind power, to provide various
types of essential reliability services to the power systems –
the role that has been typically reserved for conventional gen-
eration (NERC, 2015). Furthermore, the industry has focused
on collaboration and harmonization to achieve the technical
and economic benefits of a uniform technology and market,
especially in Europe (IRENA, 2018; Sørensen et al., 2019).
In this way, the European Commission has regulated interna-
tional requirements for AC- and HVDC-connected power-
generating modules as well as HVDC systems (Commis-
sion Regulation 631, 2016; Commission Regulation 1447,
2016). Consequently, updated compliance test standards are
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required to ensure the power quality and stable operation of
VRGs, especially WPPs. The development of European net-
work codes and IEC standards are two of best harmonization
practices in wind energy.

Compliance test methods are in line with relevant grid
connection requirements and standards. Furthermore, wind
technology has been matured by research, development, and
demonstrations in industrial test sites and laboratories. Fig-
ure 1 illustrates the basic compliance test equipment, which
had been proposed for low-voltage ride-through (LVRT) ca-
pability test in Ausin et al. (2008) and is addressed as an ex-
ample in IEC 61400-21-1 (2019). Recently, this structure has
been adapted for high-voltage ride-through (HVRT) capabil-
ity tests as well (Langstadtler et al., 2015). In this topology,
the voltage divider impedances (Xsd and Xsc) are used for
the LVRT test of the device under test (DUT). Also, the par-
allel capacitors (CL) in series with damping resistors (Rd)
are used for the HVRT test. Xsl is used to limit the effect
of tests on the utility grid by limiting the current flow from
the utility grid during the test. The test apparatus structure
shown in Fig. 1 has proven to be a useful tool in the early
stages of grid integration research and criticizing of utility-
scale wind power. However, it has certain fundamental limi-
tations, such as dependence on a stronger point of intercon-
nections, uncontrollable dynamic change of impedance dur-
ing testing, and inability to replicate most of AC grid char-
acteristics (Ausin et al., 2008; Asmine and Langlois, 2017;
Gevorgian and Koralewicz, 2016).

Primarily, power quality and transient performance during
faults have been essential aspects, which needed to be tested
and verified. However, by increasing trends towards 100 %
VRG-based grids, the VRGs are required to be developed
and featured by advanced capabilities to secure the robust-
ness and reliability of such grids. The operation and stability
of VRG-based power systems depend on the interoperability
and capabilities of the individual power-generating systems
such as wind turbines (WTs). In this way, the state-of-the-art
WTs are under development towards advanced features, es-
pecially grid-forming and black-start capabilities. These new
capabilities necessitate appropriate test and assessment stan-
dards in the near future (Langstadtler et al., 2015; Asmine
and Langlois, 2017; Gevorgian and Koralewicz, 2016). In ad-
dition, by increasing wind power installations, it is required
to study the rising challenges such as harmonic resonances
and control interactions of WPPs in connection to different
types of AC and HVDC transmission systems according to
Hertem et al. (2016), Zeni et al. (2016), and Buchhagen et
al. (2015). Thus, it is essential to adapt or define new reg-
ulations, standards, and compliance test methods to analyse
the developments and issues regarding wind energy. To date,
several standards and recommendations such as IEC, IEEE,
DNV GL, and CIGRE have been published for design, sim-
ulation, operation, and testing of electrical aspects of WTs
(IEC 61400-21-1, 2019; IEEE Std. 1094, 1991; DNVGL-
ST-0076, 2015; CIGRE Technical Brochure 766, 2019). The

IEC standards as the leading international standards for the
test and assessment of wind turbines have been reviewed in
this paper.

In this paper, the authors aim to extend the state-of-the-art
developments in wind energy towards harmonized test meth-
ods and propose additional test options to the standard tests
to extend the applications of advanced industrial test benches
regarding operation and stability assessment of WTs as well
as WPPs. In Sect. 2, grid connection compliance tests, in-
cluding typical grid connection topologies, IEC standards,
and electrical test levels, have been introduced. Section 3 de-
scribes the state-of-the-art industrial test benches and illus-
trates the generic structure of converter-based test equipment.
In Sect. 4, the electrical characteristics of different grids to
be emulated in a test site have been studied and proposed.
Finally, Sect. 5 proposes the generic structure of test options
consisting of the recommended tests in IEC standards as well
as proposed additional test options for open-loop tests as well
as closed-loop tests for WTs and WPPs.

2 Grid connection compliance tests

The wind power can be transmitted through either AC or
HVDC transmission systems to the main AC grids. In ad-
dition, there is an increasing trend to develop WPPs in off-
shore areas because of the higher power capacity of offshore
winds and limited onshore sites (Wind Europe, 2018; Cutu-
lulis, 2018; Kalair at al., 2016). According to the European
Wind Energy Association (EWEA) (Pierri et al., 2017), po-
tentially, European offshore wind power can supply 7 times
Europe’s demand. Figure 2 illustrates a typical structure for
AC and HVDC connections of offshore WPPs. As shown
in Fig. 2a, the AC-connected offshore WPP connects to
the main onshore grid through high-voltage submarine ca-
bles and transformers. In addition, the shunt inductors are
required to dampen the possible over-voltage phenomena
caused by the capacitive effect of the AC cables. The typi-
cal structure of an HVDC-connected offshore WPP is illus-
trated in Fig. 2b, which consists of HVDC transmission ca-
bles, transformers, AC–DC converters, and harmonic filters
of the converters. An HVDC connection has economic ad-
vantages for long distances, especially in the case of offshore
WPPs (Hertem et al., 2016; Cutululis, 2018; Kalair at al.,
2016). Hence, the recent interest in wind energy has been fo-
cused on offshore WPPs, and HVDC systems are required
due to long distances from the main AC grids. The collec-
tor system voltages in AC- and HVDC-connected WPPs (i.e.
medium-voltage (MV) buses in Fig. 2) are typically 33 and
34.5 kV in Europe and the US, respectively. Recently, several
66 kV collector systems in offshore WPPs have been demon-
strated. Therefore, 66 kV seems to be a general trend in col-
lector system design in the offshore wind industry (Wiser et
al., 2018).
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Figure 1. The basic structure of impedance-based topology for LVRT and HVRT capability tests (Ausin et al., 2008; Langstadtler et al.,
2015).

Figure 2. Typical structure of AC-connected (a) and HVDC-connected (b) offshore WPPs (Cutululis, 2018; Kalair at al., 2016).

In European network codes, the requirements have been
regulated for AC-connected offshore and onshore as well
as HVDC-connected power-generating modules (PGMs)
(Commission Regulation 631, 2016; Commission Regula-
tion 1447, 2016). According to Nouri et al. (2019), the re-
quirements for AC-connected offshore and onshore PGMs
are mostly similar, while relatively different operation ranges
and conditions have been considered for AC- and HVDC-
connected PGMs. The AC and HVDC transmission systems
impose different electrical characteristics on WPPs. Conse-
quently, different control schemes and design considerations
have been applied for WTs and WPPs. Network code com-
pliance tests and standards are critical factors in preserving

the reliability and stability of WPPs. Thus, in the next part,
IEC standards, as the leading international standards for test
and assessment of wind turbine capabilities, have been re-
viewed.

2.1 IEC standards for assessment of wind energy

In 1988, Technical Committee 88 (TC88) of the IEC be-
gan its efforts to organize international standards for wind
turbines as 61400 series. TC88 consists of several working
groups, projects, and maintenance teams to develop and issue
standards, technical reports, and specifications (Andresen et
al., 2019).

www.wind-energ-sci.net/5/561/2020/ Wind Energ. Sci., 5, 561–575, 2020
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2.1.1 IEC standards for electrical tests

Initially, TC88 focused on power performance (i.e. power
curve) tests and structural and mechanical design. The works
on electrical tests started in 1997 as IEC 61400-21 series by
the working group WG21.

The second edition of IEC 61400-21 was published in
2008 to cover the definition and specifications for measure-
ment and assessment of power quality characteristics for
wind turbines. Currently, IEC TC88 WG21 is working on
four new documents for the IEC 61400-21 series, where the
title is changed from power quality characteristics to electri-
cal characteristics appreciating that not only power quality
characteristics are included (Andresen et al., 2019). To date,
there is no IEC standard for testing the electrical character-
istics of WPPs, but only for testing single WTs. Regarding
the grid connection compliance assessment, the evaluation
of performance and quality of WPPs is based on measure-
ments, simulations, and model validation tests (Ausin et al.,
2008; Asmine and Langlois, 2017; Andresen et al., 2019).

Recently, IEC 61400-21-1 has been published and re-
placed the second edition of 61400-21. IEC 61400-21-1
specifies test methods for electrical characteristics of wind
turbines (IEC 61400-21-1, 2019). Also, IEC 61400-21-2
specifies test methods for electrical characteristics of WPPs
(Andresen et al., 2019). Concerning the growing issues re-
garding harmonics in WPPs, IEC 61400-21-3 aims to focus
on harmonic modelling as a technical report. IEC TR 61400-
21-3 provides a starting point for the required frequency–
domain modelling of wind turbines (IEC TR 61400-21-3,
2019). Furthermore, IEC 61400-21-4 recommends a tech-
nical specification for component and subsystem tests (An-
dresen et al., 2019). IEC 61400-21-1 and IEC 61400-21-3
were published in 2019, while 61400-21-2 and 61400-21-4
may be published in 2021.

In addition, the IEC 61400-27 series specifies standard dy-
namic electrical simulation models for wind power genera-
tion. The first edition of IEC 61400-27-1, published in 2015,
specifies generic models and validation procedures for wind
turbine models. Furthermore, the next edition is under devel-
opment to expand the scope towards WPP models in addition
to the WT models (Sørensen, 2019). The next edition con-
sists of two parts: IEC 61400-27-1 specifying generic models
for both WTs and WPPs and 61400-27-2 specifying valida-
tion procedures.

2.1.2 Electrical test levels

According to the IEC-61400-21-1 (IEC 61400-21-1, 2019),
the electrical characteristics to be simulated and validated for
wind turbines consist of five different categories: power qual-
ity aspects, steady-state operation, control performance, tran-
sient performance or fault ride-through capability, and grid
protection. The electrical characteristics of WTs can be mea-
sured and tested at different levels. The test levels consist of

component test level (such as capacitors and switches), sub-
system test level (such as nacelle and converter), field mea-
surement at wind turbine level (or type test), and field test or
measurement at WPP level (IEC 61400-21-1, 2019). Further-
more, the WT level tests can be split into two subcategories:
(a) testing of the full drivetrain connected to a low-voltage
test bench and (b) testing of the full drivetrain connected to a
medium-voltage test bench via the WT’s transformer with
a full set of protection and switchgear (Koralewicz et al.,
2017). The second option is closer to reality since it includes
impacts of transformer impedance and configuration and pro-
tection settings on transient performance. In IEC 61400-21-1
(2019), an overview of the required and optional test levels
for different test and measurement requirements is provided.

Today, to have a flexible and economical solution for grid
connection compliance tests and model validations, the trend
is to perform tests at lower levels, such as WT and sub-
system levels. The test results concern wind farm develop-
ers and system operators in terms of WPP model validation
and grid connection compliance and WT manufacturers in
terms of WT design and simulation model validations. This
way, the results of tests are considered to be transferable and
useful for the assessment of WTs as well as WPPs and de-
veloped simulation models (Ausin et al., 2008; Zeni et al.,
2016; Koralewicz et al., 2017). However, in some cases per-
forming field tests and measurements is still necessary as
reported in Asmine and Langlois (2017). Accordingly, the
Hydro-Québec TransÉnergie experience (Asmine and Lan-
glois, 2017) regarding the inertial response has shown that
an adequate evaluation of the inertial response cannot be per-
formed accurately at WT level and should include evalua-
tions at the WPP level. As another example, the power qual-
ity assessment of WPPs is either assessed using scaling rules
of WT test results or accomplished by the assessment of on-
line measurement data. The online monitoring is achieved
during the first year of operation of the WPP (Asmine and
Langlois, 2017). However, the increasing challenges, such as
harmonic resonances, grid interactions, and voltage and fre-
quency stability issues, have proven the need for more ex-
tended analysis and assessment of WPPs. In this regard, the
generic converter-based test bench and possible test and as-
sessment solutions for WTs and WPPs are proposed in the
next parts of this paper.

3 Generic converter-based test bench

Different electrical test benches as controllable grid inter-
faces (CGIs) have been reported for grid dynamics emula-
tion in Ausin et al. (2008), Gevorgian and Koralewicz (2016),
Espinoza and Carlson (2019), Espinoza et al. (2015), and
Yang et al. (2012). The impedance-based test equipment in
Fig. 1 is only intended for the fault ride-through capability
tests. A more advanced and flexible topology is a full-power
converter-based CGI, which is shown in Fig. 3. This topol-
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ogy has been used in the latest industrial test benches and is
studied in the next parts of this paper.

In MEGAVIND (2016), a mapping of global test and
demonstration facilities serving the wind industry in Eu-
rope and the US is presented by topic and location. Accord-
ingly, most of the latest industrial test benches are based on
power electronic converters. Converter-based test equipment
provides emulation of unlimited test scenarios applicable to
power systems of various sizes (sizable interconnected power
grids, island systems, or mini-grids) operating at both 50
and 60 Hz, with full controllability over electrical character-
istics of emulated grids. The generic schematic diagram of a
converter-based test rig is illustrated in Fig. 3. Generally, a
converter-based test bench consists of three main parts: de-
vice under test (DUT), wind torque emulator, and grid emu-
lator or CGI. In Fig. 3, the DUT is a WT nacelle. The CGI
can also be used for testing of complete WTs, in which case
the wind torque emulator in Fig. 3 is not required.

In Table 1, the specifications for some remarkable ad-
vanced test sites are illustrated. As it is presented in Fig. 3,
the application of multilevel drive converter modules in par-
allel connections is a typical topology to establish a medium-
power and medium-voltage source as grid and wind torque
emulators (Averous et al., 2017; Gevorgian, 2018; Jersch,
2018; Rasmussen, 2015; Tuten et al., 2016). The multilevel
converters, such as three-level neutral point clamped (3L-
NPC) and H-bridge topologies, are developed to achieve
higher efficiency and lower harmonic distortion rather than
conventional two-level converters, and they reduce the size
of harmonic filtering and undesired interference.

According to the Table 1, a group of test sites such as
available test setups in NREL (National Renewable Energy
Laboratory, USA), Fraunhofer IWES (Fraunhofer Institute
for Wind Energy Systems, Germany), and CENER (National
Renewable Energy Centre, Spain) have used three-level NPC
drive converters developed by the ABB company. The ABB
drive converters are controlled by the direct torque control
(DTC) method with integrated gate-commutated thyristor
(IGCT) switches (ABB, 2018). On the other hand, in the sec-
ond group, with LORC (Lindø Offshore Renewables Cen-
ter, Denmark) and Aachen (RWTH Aachen University, Ger-
many), the converters are three-level NPCs developed by the
GE company (General Electric). GE’s medium-power drive
converters are controlled by advanced vector control (AVC)
using insulated gate bipolar transistor (IGBT) switches (GE,
2018). In addition, different types of converters would be
utilized in a test site. For instance, the drivetrain test fa-
cility at Clemson University was established using multi-
level H-bridge drive converters developed by the TECO-
Westinghouse company (Tuten et al., 2016). Each converter
developer utilizes different components, control methods,
and interface algorithms. However, all of the test benches
should be able to perform tests according to the standards
and research objectives, and minimize the effect of non-ideal
emulation of a real test environment for the DUT. In most of

the test sites, a real-time digital simulation (RTDS) system is
used to get to a dynamic online model of the grid as well as
the overall system.

The main limitation of converter topology shown in Fig. 3,
as well as any converter-based test rigs, is limited over-
current capability. This constraint can be addressed by over-
sizing the MVA rating of the test side converter similar to
what was done in NREL’s CGI (7 MVA continuous power
rating but capable of operating at 40 MVA short-circuit ca-
pacity for 2 s; Gevorgian, 2018) as given in Table 1. Over-
sizing of converters for this purpose is costly but is necessary
for LVRT testing of doubly fed induction generator (DFIG)
WTs, which can produce higher levels of short-circuit cur-
rent contribution. In this regard, high-power and short-circuit
capacity are achieved by parallel connection of converters in
each converter unit as indicated by N(ARU) and M(AGE) in
Table 1.

Furthermore, the majority of companies have plans to de-
velop their sites as such to be able to test a wide range
of WTs, including medium-power to higher-power ratings,
which are mostly for offshore applications. According to
Pietilaeinen (2018), the new trends in the development of
grid simulators are as follows:

– higher-power ratings, up to 24 MW rating and 80 MVA
short-circuit power;

– grid impedance emulation, virtual impedance emulation
using the converters’ control system;

– higher bandwidth for harmonic injections, up to 25th
or even 100th harmonic injection for harmonic stability
tests;

– extension of use for component and subsystem tests,
and mobility of test equipment to perform field tests.

The three main parts of the generic converter-based test
rig, which is shown in Fig. 3, are introduced as follows.

3.1 Device under test

The device under test (DUT) can be one or more of a whole
WT or its subsystems such as a nacelle consisting of con-
verters and a generator, or only converters of a WT. Today,
WTs are mainly full-converter or DFIG types in new devel-
oped WPPs. The main objective of test facilities is to per-
form compliance electrical and mechanical tests in the WT
and subsystem test levels on the DUT.

3.2 Grid emulator

The grid emulator or CGI consists of two back-to-back con-
verter units to emulate real grid characteristics for the DUT,
as is shown in Fig. 3. The first converter unit is connected
to the utility grid through a transformer, which is called the
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Figure 3. Proposed generic schematic diagram of a converter-based test bench.

Table 1. Comparison of different concepts applied in industrial test benches.

Test CGI Short-circuit Torque emulator Converter type N(ARU)a M(AGE)b Converter RTDS
centre rating capacity rating control

LORC 15 MVA 30 MVA 13 MW 3L-NPC GE (IGBT) 2 2 AVC no
Aachen 3.5 MVA 7.5 MVA 4 MW 3L-NPC GE (IGBT) 1 1 AVC yes
NREL 7 MVA 40 MVA 5 MW 3L-NPC ABB (IGCT) 1 4 DTC yes
F. IWES 15 MVA 44 MVA 10 MW 3L-NPC ABB (IGCT) 2 3 DTC yes
CENER 9 MVA 18 MVA 9 MW 3L-NPC ABB (IGCT) 1 2 DTC yes
Clemson 15 MVA 20 MVA 7.5 and 15 MW H-bridges TECO-W 2 2 AVC yes

a N(ARU): number of ARU modules. b M(AGE): number of AC grid emulator modules.

“active rectifier unit (ARU)”. Generally, the control objec-
tive for the ARU is to regulate the DC-link voltage in a ref-
erence value within an acceptable deviation range. The refer-
ence value for DC link depends on the type and objectives of
the test. Thus, the ARU should perform as a current source
to exchange active and reactive power between the DC-link
capacitors and the utility grid.

The second converter unit is connected to the DUT
through a transformer, which is called the “AC grid emula-
tor”. The controller of the AC grid emulator is designed to
emulate a realistic grid dynamic and steady-state behaviours.
In addition, to have an acceptable range of total harmonic
distortion and to prevent unwanted harmonics and noise in-
terference in the setup, appropriate passive filters on both
sides of the converters have been considered. Also, in some
cases, active filtering methods are implemented by additional
control strategies such as selective harmonic elimination and
interleaved harmonic elimination methods, to decrease the
need for the large passive filters (Gevorgian and Koralewicz,
2016; Averous et al., 2017). Thus, by this structure, the power
flow in the CGI is controlled. Meanwhile, the assessment of
DUT behaviour would be accomplished by online simula-
tions, measurements, and data analysis.

3.3 Wind torque emulator

Assessment of electromechanical interactions of WTs can be
achieved by using the wind torque emulator part in the test
bench. As is illustrated in Fig. 3, the wind torque emulator
would either be connected directly to the DC link of CGI as
a common DC link, or have a separate ARU unit connected
to the utility grid. A separate DC link for the wind torque
emulator enables an independent control system and reduces
the side effects of power electronic converters on each other
such as harmonic interference, DC-link voltage deviations,
and control interactions.

The wind torque emulator is a prime mover system con-
sisting of a drive converter connected to an AC or DC motor.
This way, the characteristics of the missing WT rotor in the
laboratory environment would be recreated. This objective is
necessary for hardware-in-the-loop (HiL) testing of DUTs,
especially for the tests, such as the LVRT capability test, in
which a realistic emulation of rotor torque for the DUT’s
main shaft is required. This requirement implies an accurate
emulation of steady-state and dynamic torque characteristics
of the rotor, including the rotor inertia and its eigenfrequen-
cies, as studied in Neshati et al. (2016).

The drive system converts the electrical power to the me-
chanical power for the shaft of the generators. On the other

Wind Energ. Sci., 5, 561–575, 2020 www.wind-energ-sci.net/5/561/2020/



B. Nouri et al.: Generic characterization of electrical test benches for wind power plants 567

hand, the generators convert the mechanical power to the
electrical power in connection to the CGI. In this way, the
power flow circulates through the utility grid, wind torque
emulator, and grid emulator. The first constraint of this power
circulation is the manageable power loss. In addition, the sec-
ond constraint is required maximum power flow during the
LVRT capability test. During voltage sag emulation by the
AC grid emulator, the ARU has to provide the active power
to the wind power emulator. Thus, the maximum required
power flow and power losses during tests should be consid-
ered in design of converter units and their cooling system.

4 Test bench characteristics

The advanced specification of converter-based test equip-
ment facilitates performing grid connection compliance tests
and gives the opportunity to analyse, predict, and eliminate
the possible challenges facing wind energy technology. In
this part, electrical characteristics of an emulated AC grid
by a converter-based test site have been studied.

4.1 Emulated grid characteristics

The characteristics of a real power system that test article
is exposed to at its point of common coupling (PCC) can
be emulated by CGI coupled with RTDS through a power-
hardware-in-the-loop (PHiL) interface. The AC grid emula-
tion can provide flexible options regarding the electrical char-
acteristics of power grids, including impedance, short-circuit
ratio, inertia, and background noise.

4.1.1 Grid impedance

One of the main differences between AC and HVDC con-
nections is the structure of equivalent grid impedance as
shown in Fig. 2. Especially in AC-connected offshore WPPs
with long AC export submarine cables, the grid impedance is
high and frequency-dependent, which can create resonances
and instability (Kocewiak et al., 2013). In addition, in the
case of onshore AC connections, the main issue would be
considerably high grid impedance for long-distance WPPs.
Typically, for AC offshore connections, the grid impedance
would be considered capacitive, while for AC onshore con-
nections it would be high inductive impedance. In addition,
regarding HVDC-connected offshore WPPs, the equivalent
resistance of the grid impedance is low. Thus, the natural
resonance damping capability in such grids is low, and the
converters of WTs are prone to interact with the convert-
ers of the HVDC system. Therefore, the harmonic stability
of an HVDC connection is very vulnerable. The interactions
among grid impedance, converter controllers, and passive fil-
ters can cause instability and resonance issues in a WPP as
well as HVDC station (Buchhagen et al., 2015; Kocewiak et
al., 2013; Sowa et al., 2019; Beza and Bongiorno, 2019).

In a synchronous-generator-based grid, large electrical
loads facilitate the grid stability during dynamics and res-
onances. However, in such grids, the sub-synchronous con-
trol interactions between WTs and transmission lines in se-
ries with voltage compensation capacitors, which is investi-
gated in Chernet et al. (2019), are still a serious concern. The
impedance of the test bench can be arranged as such to study
the sub-synchronous control interaction as well. Therefore,
it is essential to consider the emulation of grid impedance
characteristics in the test environment and test results. The
controllable dynamic impedance emulation is another advan-
tage of a converter-based grid emulator (in comparison to the
voltage divider test equipment shown in Fig. 1), which im-
poses fewer uncertainties regarding equivalent impedance to
the point of connection of the DUT.

4.1.2 Short-circuit ratio

As the AC system impedance increases, the voltage magni-
tude of the AC system becomes even more sensitive to the
power variations at the PCC. This dependency is usually de-
termined by the short-circuit ratio (SCR), which is a ratio
of the short-circuit capacity (Ssc) versus the rated power of
the AC grid at PCC (Pnpcc) as illustrated in Eqs. (1) and (2)
(IEEE Std. 1204, 1997).

Ssc =
V 2

pcc

Zgrid
(1)

Here Zgrid is the equivalent impedance of the grid, and Vpcc
is the nominal phase-to-phase voltage at PCC.

SCR =
Ssc

Pnpcc
(2)

The investigations in Fan and Miao (2018) have shown that
a weak grid interconnection of an AC-connected WPP (e.
g., ERCOT, USA) can lead to poorly damped or undamped
voltage oscillations. The SCR evaluation for an HVDC-
connected AC grid is defined as an effective short-circuit ra-
tio (ESCR). ESCR is the ratio of the short-circuit power of
the AC grid along with HVDC converter filters and capaci-
tor banks (S(AC+HVDC)) to the rated power of the HVDC link
(PHVDC), as presented in Eq. (3). Typical weak HVDC con-
nections have an ESCR less than 2.5 (Yogarathinam et al.,
2017).

ESCR =
S(AC+HVDC)

PHVDC
(3)

The studies in Zhou et al. (2014) have concluded that
the operation of the HVDC converter is greatly affected by
the angle of the AC grid impedance, converter phase-locked
loop (PLL) parameters, and AC system strength. A converter-
based test bench has a similar structure to an HVDC connec-
tion system with two back-to-back converters. Thus it can
be used to emulate an HVDC system with different ESCRs
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for the DUT. These emulations would be implemented by
adjusting the control system, modular selection of the CGI
converters, and reconfiguration of output filter components,
especially in a test setup consisting of an RTDS system.

4.1.3 Grid inertia

The grid inertia is another important criterion for evaluation
of grid strength. The effective inertia constant (Hdc) for an
HVDC-connected AC grid is defined as the ratio of the to-
tal rotational inertia of the AC system (ETI) in megawatt-
seconds to the MW rating of the HVDC link, which is illus-
trated in Eq. (4).

Hdc =
ETI

PHVDC
(4)

Hdc is less than 2.0 for weak grids (Yogarathinam et al.,
2017). In an HVDC-connected offshore WPP, there is no ro-
tating mass. Therefore the inertia is zero. A test bench con-
verter can be considered as an HVDC system connection for
the DUT. In this way, by adjusting the CGI control system, it
is possible to emulate different inertia ranges to evaluate the
control performance of WTs.

4.1.4 Background harmonics

The background noise and harmonics are high-frequency
content in the grid voltage as part of harmonic sources. By
increasing converter-based installations, the harmonic injec-
tion and interactions have concerned the power system opera-
tors and WPP developers. The possible harmonic challenges
can be studied in two main categories: harmonic emission
sources and harmonic stability issues.

Harmonic emission sources refer to non-ideal power
sources and non-linear loads that generate harmonics. The
harmonic emission is a power quality issue and would be as-
sessed by measurement data analysis (Sørensen et al., 2007).
The assessment of emission limits for the connection of dis-
torting installations at medium- and higher-voltage levels is
recommended in the IEC 61000-3-6 technical report. The
emission limits depend upon the consented power of the con-
nected power plant and the system characteristics (Joseph et
al., 2012).

In addition, harmonic stability issues are significant in the
case of fully renewable-based power grids since converters
mostly dominate such grids. Therefore, HVDC-connected
offshore WPPs are the main subject of harmonics and res-
onance studies. As an example, BorWin1 is the first off-
shore HVDC station and is developed to transmit wind en-
ergy from BARD offshore WPP to the onshore grid in Ger-
many (Buchhagen et al., 2015). So far several serious prob-
lems such as outages of the HVDC station, severe harmonic
distortion, and resonances in the offshore grids have been re-
ported because of harmonic interactions among active com-
ponents such as power converters and passive components

such as filters and grid impedance (Buchhagen et al., 2015;
Kocewiak et al., 2013; Bradt et al., 2011). Furthermore, it
is crucial to consider that the current limit recommendations
in the standards do not apply to harmonic currents that are
absorbed by WPPs from the background harmonic source
of the grid. Therefore, series and parallel resonances from
the capacitive collector cable can easily occur in the WPPs,
by absorbing more harmonic current than determined in the
standards (Kocewiak et al., 2017; Preciado et al., 2015). One
of the promising study proposals for the harmonic stability of
converter-based power systems is impedance-based analysis
(Sun, 2011).

The harmonic content of the synchronous generator-based
grids would contain low-order harmonics due to non-linear
loads. Meanwhile a converter-based grid would mainly have
high-order harmonics generated by high-frequency switch-
ing concepts of the power converters. Therefore, it is essen-
tial to emulate more realistic grid background harmonics us-
ing test equipment and evaluate the performance of the DUT
with the presence of the grid harmonics. However, high-order
harmonic injection would need high bandwidth in the output
transformer of the AC grid emulator and the measurement
instruments.

4.2 Utility grid effects on a test bench

The interconnection of the grid-emulating CGI and the util-
ity grid depends on their characteristics. If the utility grid had
low SCR, then the CGI connection to the utility grid would
be very similar to an HVDC connection to a weak AC grid.
According to Durrant et al. (2003), using current vector con-
trol for converters, only 0.4 per unit (pu) power transmis-
sion can be obtained for a DC link, where only in one of AC
sides of the CGI (DUT or utility grid sides) is the SCR 1 pu.
However, by using more efficient control methods or increas-
ing DC-link capacitance, it can be increased to higher than
0.8 pu (Zhang et al., 2011). Also, the connection of CGI to
the utility grid should comply with the local grid connection
requirements regarding power quality aspects. Therefore, it
is vital to consider the local grid characteristics and connec-
tion requirements in design and control strategies for the test
bench.

5 Proposed test options for advanced test benches

The proposed test structure for advanced test benches is il-
lustrated in Fig. 4. Depending on the test modes and study
objectives, the reference values for the controllers of the test
bench converters would be prepared using either the power-
hardware-in-the-loop (PHiL) interface or real-time system
model simulations (Koralewicz et al., 2017; Averous et al.,
2017). The electrical test options consist of two main groups
including open-loop and closed-loop tests. The open-loop
tests recreate the grid events according to predefined refer-
ences and waveforms for the CGI converters for assessment
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of the DUT in WT and subsystem levels. The open-loop
tests consist of IEC 61400-21-1 standard compliance tests
and additional proposed tests including grid-following, grid-
forming, and black-start capabilities as well as harmonic sta-
bility tests. The second group of tests are proposed for valida-
tion of grid interactions at a system level including different
grid connection topologies and characteristics. The closed-
loop tests would analyse the behaviour of the DUT in con-
nection to a virtual WPP by online simulation of a detailed
power system.

In addition, the blade and wind torque control unit for the
wind torque emulator would be necessary in the case of WT’s
nacelle tests. Typically, the nacelle of the WT contains a gear-
box, generator, converters, and output transformer. Accord-
ing to Fig. 4, the torque or speed references for the drive
system can be derived from real-time calculations based on
blade aerodynamics and mechanical models and wind speed
time series. The control methods for converter-based CGI
have been discussed in Gevorgian and Koralewicz (2016),
Zeni et al. (2016), Espinoza and Carlson (2019), Espinoza et
al. (2015), and Neshati et al. (2016). In the following sections
the IEC 61400-21-1 standard tests and additional proposed
open-loop tests as well as the proposed closed-loop tests are
introduced for assessment of WTs and WPPs.

5.1 IEC 61400-21-1 standard open-loop tests

Today, most of the industrial test benches have been focused
on performing the grid connection compliance tests, which
are recommended in the IEC 61400-21 standard. In this sec-
tion, the electrical characteristics to be simulated and val-
idated for wind turbines are studied according to the IEC-
61400-21-1 standard (IEC 61400-21-1, 2019).

5.1.1 Power quality aspects

The power quality tests consist of measurement of harmonic
emissions and flicker tests. Flicker addresses the voltage fluc-
tuations imposed by WTs under continuous and switching
operation conditions. Mainly, the flicker effect is consid-
erable for the first generation of WTs without power con-
verters, which were widely connected to distribution power
systems in the previous millennium. The harmonic emis-
sion consists of current harmonics, inter-harmonics (non-
integer multiples of the fundamental frequency), and higher-
frequency components during continuous operation.

The power quality of the emulated AC grid can be ar-
ranged based on the emulated grid topologies, including
HVDC or AC connection. The flicker can be generated by
adding a low-frequency component to the fundamental fre-
quency of reference signals for the AC grid emulator unit.
In addition, to study the harmonic interactions of WTs in a
WPP, the harmonic injection tests have been considered in
several test sites (Gevorgian and Koralewicz, 2016; Sun et al.,
2019). Depending on the converter switching frequency of

the AC grid emulator, output filter, and transformers’ band-
width, part of the low-order harmonics can be injected to the
connection point of the DUT. To date, there is no dedicated
standard or regulation for harmonic interaction studies.

5.1.2 Steady-state operation test

The steady-state operation test evaluates the active power (P )
production against wind speed, maximum power, and reac-
tive power (Q) capability of the DUT. These characteristics
aim to validate the power-speed and P –Q curves. The test
procedure and necessary measurements have been recom-
mended in IEC 61400-21-1 (2019).

5.1.3 Control performance test

Active and reactive power-related controls by WT can be di-
vided into two major categories: WT level control and WPP
level control. Control performance testing of each of these
categories requires special technique. The methods discussed
in IEC61400-21-1 are related to the WT level control. There-
fore, the control performance refers to the ability of a WT in
terms of active and reactive power control and grid frequency
support. The assessment of power control performance is
verified by set-point tracking speed and steady-state error of
the control system. Furthermore, the grid frequency support
includes the active power reduction as a function of the grid
over-frequency conditions. Providing additional active power
during under-frequency events is another grid frequency sup-
porting feature, which should be evaluated through the rele-
vant tests.

5.1.4 Transient performance test

The transient performance or fault-ride-through (FRT) capa-
bility consists of low-voltage ride-through (LVRT) and high-
voltage ride-through (HVRT) capabilities. Within the last
decade, several serious WT tripping incidents have been re-
ported in different countries such as Germany, China, and
the UK due to voltage dips (under-voltage) and swells (over-
voltage). Voltage transients have led to cascaded system trips,
over-voltage excursion in transmission systems, and seri-
ous frequency deviations in power grids (Langstadtler et al.,
2015; Wiser et al., 2018; Zhang et al., 2016). In addition, the
measurements on real WPPs have shown that during HVDC
converter blocking, the voltage at the WT terminals may in-
crease by 30 % and can even spike up to 2.0 per unit (pu)
by further transient processes (Erlich and Paz, 2016). These
incidents have indicated the necessity of HVRT and LVRT
capabilities for WTs. Consequently, by facing similar prob-
lems, some countries, such as Germany, Denmark, Spain, the
USA, Italy, and Australia, have adapted the national network
codes for both HVRT and LVRT capabilities. Accordingly,
the FRT capability demands the WTs to tolerate a specified
range of high- or low-voltage events for certain periods.
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Figure 4. Proposed test structure for converter-based test benches.

The compliance tests can be implemented by giving open-
loop voltage reference values for the AC grid emulator as
voltage–time profiles according to the network codes. How-
ever, in some test sites such as the one in Clemson Univer-
sity (Tuten et al., 2016), the LVRT test is performed using
additional voltage divider equipment illustrated in Fig. 1. In
the case of the LVRT capability test by converters, the active
rectifier unit (ARU) would decrease the DC-link voltage to
achieve an efficient modulation index and less voltage stress
on switches and filters of the AC grid emulator. However, this
is not possible in cases in which the wind torque emulator is
connected directly to the ARU.

So far, the solutions for the HVRT capability test using full
converters have been either utilization of step-up tap trans-
formers or over-designing of the converters to be able to gen-
erate the required over-voltage range. In the case of converter
over-design, the ARU should increase the DC-link voltage to
make the over-voltage emulation possible for the AC grid
emulator.

One of the critical specifications of a test setup for FRT
tests is the rate of change of voltage (RoCoV) during the
emulation of voltage dynamics for the DUT. The AC side
converter should be able to simulate over-voltage or under-
voltage events very fast. This is one of the main advan-
tages of converter-based CGIs that can emulate 100 % volt-
age changes within less than one cycle of the fundamental
frequency of the grid. The fastness of a converter depends on
ESCR, DC-link capacitors, short-circuit current capability of
the AC grid emulator, control system, and overall system de-
lays.

Furthermore, one of the recent studies in dynamic perfor-
mance is the response of WTs against unbalanced faults. The
unbalanced voltage deviations can be performed by setting

positive and negative sequences in the voltage references and
control loops for the AC grid emulator.

5.1.5 Grid protection test

Grid protection tests refer to the disconnection and re-
connection functions of a grid-connected WT following its
different protection schemes. Protection schemes for dis-
connection from the grid operate during extreme amplitude
changes or the rate of changes in voltage and frequency of the
grid. The relevant test procedure for the protection scheme
evaluation is provided in IEC 61400-21-1 (2019).

5.2 Additional proposed open-loop tests

In this section, additional open-loop tests to the IEC 61400-
21-1 standard regarding WT capabilities are proposed, as
presented in Fig. 4. The higher importance of the WT capa-
bility tests is because the system operators demand advanced
capabilities from WPPs, and the wind turbine manufacturers
are developing their products to achieve the grid connection
requirements. Consequently, the new developments should
be verified following appropriate test standards and regula-
tions. Therefore, it is urgent to foresee the near future re-
quirements in the standards. The grid connection compliance
tests would be used for design validation of wind turbines or
their subsystems as well.

5.2.1 Harmonic stability test

The harmonic stability issues and harmonic interactions,
which are discussed in Sect. 4.1.4, can be studied by in-
jecting harmonic voltages and currents into the terminals
of the DUT using the test bench converters. This way, the
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harmonic model of WTs can be achieved or validated. The
validated harmonic model of WTs, WPPs, and HVDC sys-
tems is necessary to perform harmonic stability analysis
and eliminate possible interactions and resonances in de-
sign and development stages of WPPs. The experimental ver-
ification of the impedance-based stability analysis method
for harmonic resonance phenomena is presented in Sun et
al. (2019). Harmonic injection ability, using CGI converters
or additional equipment, is another advantage of converter-
based test sites (Averous et al., 2017; Gevorgian, 2018; Jer-
sch, 2018; Rasmussen, 2015). Accordingly, converters’ re-
sponse to the specifically injected harmonics would help to
analyse harmonic interactions with wind turbine control sys-
tems.

5.2.2 Grid-forming capability test

Recently, the grid protection ability of WTs has been ex-
tended to a new capability, called “grid-forming capability”.
WTs with grid-forming capability can perform as a voltage
source to form a local AC network during disconnection from
the main power grid and supply local loads. This capabil-
ity is required, especially in the case of renewable-energy-
based grids in which the renewable energy systems should
be able to support stability and power balancing of the grids.
According to the grid connection requirements, WTs are al-
lowed to disconnect from the AC grid during very severe
voltage or frequency deviations out of their tolerable ranges.
Meanwhile, grid-forming WTs can support local loads and
increase the reliability of WPPs (Tijdink et al., 2017).

Test bench converters can simulate fault conditions for the
DUT to evaluate the grid-forming capability of such WTs.
During the grid-forming operation of the DUT, the CGI
should perform as a current source converter and active load
for the DUT. This study case would be more challenging
when the WTs are meant to be used in an HVDC-connected
offshore WPP in which there is no considerable local load for
the offshore WPP. In all cases, the grid-forming capability is
a temporary operation mode, which would be followed by
reconnection to the grid and resuming the normal operation.

5.2.3 System restoration and black-start capability test

Following a partial or complete shutdown, it is crucial to re-
store the defected network and stabilize the overall power
system. System restoration is the capability of reconnec-
tion of WTs to the grid after an incidental disconnection
caused by a network disturbance. According to European
network codes (Commission Regulation 631, 2016), the sys-
tem restoration requirements consist of black-start, island op-
eration, and quick re-synchronization capabilities. State-of-
the-art WTs can be equipped with functions such that they
can start and run without the need for external auxiliary
power supplies (Jain et al., 2018).

The black start would be essential for the start-up of a
power generation unit or restart after shutting down due to
faults. In a WPP, after the system shuts down, some WTs
with black-start capability should be energized by an internal
storage system. Then, the energized WTs should be able to
energize the rest of the WTs by producing wind power over
time (Tijdink et al., 2017; Jain et al., 2018). A similar pro-
cess has been described for the black start of converters of an
HVDC station (Commission Regulation 631, 2016). The per-
formance of the DUT during system restoration conditions
can be studied using advanced converter-based test benches.

5.2.4 Grid-following capability test

The electrical characteristics, which are considered in the
IEC 61400-21-1 standard, only concern the performance
of the DUT in grid-following mode. Therefore, the grid-
following capability of the DUT addresses the control per-
formance test, which is done for the nacelle of WTs in indus-
trial test benches. By considering WTs with the capability
of switching between grid-forming and grid-following oper-
ation modes, the grid-following capability test can be defined
as part of different operation mode tests for advanced WTs.
In addition, this test is applicable in WT and WPP levels us-
ing a PHiL interface as well.

5.3 Proposed closed-loop tests

In this section, the closed-loop tests are proposed concern-
ing the grid integration challenges of WPPs, such as HVDC
system interaction, weak grid conditions, sub-synchronicity,
and interoperability of renewable energy systems. Different
grid topologies and characteristics are considered in the pro-
posed test options to emulate a more realistic grid connection
for the DUT. It is evident that it is not feasible to simulate all
different aspects of a real power system for a WT or WPP;
however it is possible to assess part of the most critical condi-
tions in a test environment and validate the simulation mod-
els (Ausin et al., 2008; Zeni et al., 2016).

5.3.1 Detailed power system emulation

The IEC 61400-21-1 standard considers the tests for a single
WT, or its subsystems. However, these tests do not address
the electrical power grid interconnection issues, such as con-
verter interactions in a WPP level, grid characteristic influ-
ences, and power system stability issues. Detailed power sys-
tem emulation can be performed through a power-hardware-
in-the-loop (PHiL) interface. According to Fig. 4, the volt-
age, current, and frequency references for the CGI convert-
ers can be extracted from the overall system model, including
WPP, transmission system, and power system models.
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5.3.2 SCR and inertia emulation test

SCR of the interconnected AC grid has an essential impact
on the behaviour of WTs as discussed in Sect. 4.1.2. Em-
ulation of a variable SCR and X / R ratio allows the study
of the control system and stability of WTs. The number of
converter modules and DC-link capacitors modifies the rat-
ing power and ESCR of the AC grid emulator. In addition, the
software options for variable ESCRs are considering a virtual
impedance and current and power limits in the control loops
of converters. In Wang et al. (2015), the virtual impedance
control method for a converter has been studied in detail.

The magnitude of feasible inertial response by WT gener-
ator and related stability implications would be highly depen-
dent on the location of the WPP in the power grid and SCR of
PCC, as mentioned in Sect. 4.1.3. The grid emulator would
allow exploration of these limits using the RTDS system and
relevant control schemes for the CGI converters. Therefore, it
is possible to emulate all inertia ranges from the conventional
generation (Hdc = 14 s) down to HVDC-connected offshore
grids (Hdc = 0 s) in a test environment to assess the perfor-
mance of WTs. In Zhu and Booth (2013), the inertia emula-
tion control method using converters of an HVDC system is
proposed. It is shown that the inertia of a voltage source con-
verter depends on the number of capacitors, DC-link voltage,
and output frequency. Therefore, these options can be used
for inertia emulation by a CGI.

5.3.3 Different grid connection test

AC and HVDC transmission systems impose different elec-
trical characteristics and control schemes on WPPs, as de-
scribed in Sect. 2. The converter-based CGIs allow emula-
tion of these differences for DUTs. The control and oper-
ation system of an HVDC system depend on the structure
of the HVDC converters as well. Typically, there are three
topologies for the HVDC converters illustrated in Fig. 4b:
line commutated converters (LCCs), voltage source convert-
ers (VSCs), and diode rectifier units (DRUs) (Göksu et al.,
2017). The CGI converters contain IGBT or IGCT switches
in reversed-parallel connection with diodes. The converter
switching method can be adjusted to perform switching
based on the type of emulated HVDC topology.

The DRU–HVDC system is a cost-effective option to be
used in offshore wind power transmission. To replicate a
DRU–HVDC, all of the test-side converter switches should
be turned off, and the remaining diodes can operate as a DRU
converter. On the other hand, the ARU unit of the test bench
should regulate the DC-link voltage. The control methods for
DRU–HVDC connected offshore WPPs have been studied in
Göksu et al. (2017).

5.4 Discussion

The test structure for converter-based test equipment is pro-
posed and studied in two main groups, including open-loop

and closed-loop tests. As discussed in Sect. 5, the state-of-
the-art test benches are adjustable to perform tests regarding
the new capabilities of WTs, mainly by new control schemes
for the converters of the test bench. In addition, the use of
RTDS systems for online simulations and high-speed com-
munications in the test bench would make it feasible to im-
plement the closed-loop tests. This way, the increasing chal-
lenges regarding operation and control of WPPs can be sim-
ulated in a test environment. Furthermore, some parts of
the tests, such as harmonic stability, transient performance,
power quality, and control performance, would be useful for
the design validation of WT and its subsystems as well. On
the other hand, both groups of tests would be helpful to val-
idate simulation models in WPP as well as WT levels. The
tests on the DUT can be performed as such that the results
would be transferable for higher levels including WT and
WPP levels.

Operation and stability of WPPs depend on the interoper-
ability and capabilities of the individual WTs. Since grid-
forming and black-start capabilities have already been re-
quired by system operators and included in the manufacturer
design considerations, these two new features would be the
most important capabilities which need to be addressed in the
test standards. In addition, the harmonic interactions among
converters have been reported as an increasing challenge for
renewable energy systems. Therefore, harmonic stability of
WPPs and HVDC systems is another important topic that
should be studied and included in the standards.

The future works would involve implementation of the
proposed additional test options and measurement data anal-
ysis. The authors aim to propose and evaluate new test meth-
ods using available advanced test benches to increase their
beneficial applications and reduce the necessity of field tests,
which are difficult and costly.

6 Conclusions

In this paper, the generic topology of converter-based test
benches has been proposed. According to the structure of
available industrial test benches, there is a strong poten-
tial for general harmonized topology and methods for test
and assessment of WTs and WPPs. Primarily, the focus of
IEC standard tests had been on the compliance test of WT
capabilities through predefined open-loop tests. The new fea-
tures of modern WTs, especially grid-forming and black-
start capabilities as well as harmonic stability considera-
tions, have been required by system operators and developed
by manufacturers to support renewable-energy-dominated
power grids. These new features necessitate new or reformed
test standards in the near future. Therefore, the appropriate
additional test options for newly developed capabilities are
proposed. In addition, increasing challenges in wind energy
integration, such as control interactions, and grid characteris-
tic influences, have compromised the renewable-generation-
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based power grids. In this regard, the closed-loop test options
for the grid interaction tests concerning different grid charac-
teristics and topologies are proposed. The electrical charac-
teristics of different grids consist of impedance, inertia, SCR,
and background harmonics. In addition, the grid topologies
include AC and HVDC transmission systems, as well as dif-
ferent HVDC converter types. By real-time simulation of a
detailed power grid, the wind integration challenges can be
emulated in WT and WPP levels.

Most of the available advanced test sites are developed
based on full converters. Therefore, the characteristics of a
real power system can be emulated by the grid emulator cou-
pled with RTDS systems through a high-bandwidth PHiL in-
terface. Although it is not feasible to simulate all different
aspects of a real power system, it is possible to assess part
of the most critical conditions in a test environment and val-
idate the simulation models for WTs and WPPs. This way,
the possibility of research, development, and demonstration
studies on WTs and WPPs would increase.
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